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A STUDY OF BOILER LOSSES.
I. INTRODUCTION.
1. Purpose of the Tests.-The experiments herein described were
undertaken to determine the conditions prerequisite for the continuous
operation of the boilers in the new power plant at the University of
Illinois, and to permit a detailed study of the boiler and furnace losses
under varying conditions of load, depth of fuel bed, and draft. It was
hoped that an analysis of the data obtained might render it possible
to isolate and determine the amount of the several losses in the boiler,
furnace, and setting, thus indicating where improvements could be made
in order to increase the over-all operating efficiency.
No attempt was made to obtain record tests and in every case
ordinary operating conditions prevailed, with the exception of the
maintenance of approximately constant load on the boiler under test.
The boiler was operated as one of a battery of two boilers which deliv-
ered steam directly into the mains connected with the old plant. The
pressure maintained was thus governed by conditions prevailing in the
system as a whole.
While a majority of the trials were made with fresh coal from the
Mission Field Mine No. 3, at Danville, Illinois, a series was also made
using weathered coals from mines in Sangamon, Williamson, and Ver-
milion counties, to permit a comparison with the tests previously made,
and, if possible, to determine the effect of weathering upon the steaming
qualities of the coal.
2. Acknowledgments.-The experiments described in this bulletin
were undertaken with the approval of C. R. Richards, Professor of
Mechanical Engineering and Acting Dean of the College of Engineer-
ing and Acting Director of the Engineering Experiment Station of the
University of Illinois, and were carried out under his supervision. To
him the writer is indebted for many valuable suggestions and also for
his assistance in criticizing and revising the manuscript. Acknowledg-
ment is also due to Mr. H. F. Geist for his assistance in running the
tests and computing the results, and to Mr. W. E. Alley for his help in
installing and maintaining the apparatus and running the tests.
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II. THE PLANT.
3. Boilers.-The boiler on which these tests were run is one of a
battery of two Babcock and Wilcox boilers in the new power plant of
the University of Illinois. It is designated as boiler No. 1. The second
unit of the battery is placed between boiler No. 1 and the chimney. The
battery, as a whole, has 10,160 sq. ft. of heating surface, equally dis-
tributed between the two boilers, and is designed to carry a working
pressure of 160 lb. per sq. in. Each boiler has two 42 in. by 20.33 ft.
drums, and 18 sections of 4-in. tubes 18 ft. long, each section containing
14 tubes. They are set so that the distance from the floor to the first
row of tubes is 81/2 ft. at the front end.
A cross section through the plant is shown in Fig. 1 and a view
of the boiler fronts in Fig. 2. From Fig. 1 it may be seen that a style
of baffling different from the standard Babcock and Wilcox type is in
use. This construction provides a tile roof over the furnace and makes
the attainment of a long combustion chamber possible.
The first pass for the gases is thus at the rear of the setting and
FIG. 1. SECTION THROUGH POWER PLANT.
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FIG. 2. BOILER FRONTS.
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they are discharged into a breeching at the front instead of at the back
of the boiler, as in the standard type.
4. Stokers.-The stokers are of the chain grate type, having an
active grate surface of 90 sq. ft., and were built by the Green Engineer-
ing Company. At the time these tests were made, each stoker had a flat
fire arch 6 ft. long, set 10 in. above the grates at the front end and 181
in. at the back. This arch has since been changed so that at the present
time it is 15 in. above the grates at the front and 33 in. at the back.
The draft is produced by means of a brick chimney, 175 ft. high,
having an internal diameter of 10 ft. This was designed with the
expectation that it was to serve an additional battery similar to the
one under discussion, but at the time the tests were run the second
battery had not been installed.
The feed water is delivered by means of two 14 in. by 81/2 in. by
12 in. American steam pumps, the feed mains being arranged so that
either pump can feed both boilers as a unit, or so that each can feed
its corresponding boiler independently. The feed water consists of con-
densed steam from the heating system, with a small quantity of "make-
up" water, supplied principally through the water backs of the stokers.
The water is heated by means of a Webster "Star-Vacuum" heater before
it reaches the pump.
5. General Dimensions.-The following is a table of the principal
dimensions.
Number of steam drums ................................. 2
Length of steam drums, feet.............................. 20.33
Diameter of drums, inches................................ 42
Number of tubes..... .................................. 252
Outside diameter of tubes, inches. ......................... 4
Inside diameter of tubes, inches. ...................... ... 3.75
Mean length of tubes exposed to gases, feet.................. 18
Width of grate, feet ..................................... 9.46
Effective length of grate, feet .................. .......... 9.50
Area of grate surface, square feet. ......................... 90
Area of air space in grate, square feet ....................... 19.6
Ratio of air space to grate area............................ 0.218
'Height of ignition arch at front, inches..................... 10
Height of ignition arch at back, inches ...................... 18.5
Length of ignition arch, feet............................. 6
Height of chimney above grate, feet ....................... 175
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Sectional area of chimney at top, square feet................ 78.5
Height of gas passage over bridge wall, inches ................ 33
Area of gas passage over bridge wall, square feet............. 26.8
Minimum area through 1st pass, square feet................. 27.7
Minimum area through 2nd pass, square feet............... 18.1
Area between front baffle and tile on lower tubes, square feet... 23.2
Minimum area through 3rd pass, square feet ................ 19.0
Total effective area of openings into breeching, square feet.... 15.2
Total water heating surface, square feet.................... 5120
Ratio of water heating surface to grate surface ............... 57.0
III. METHODS OF CONDUCTING TESTS.
With a few modifications, the methods employed in these experiments
were those set forth in the A. S. M. E. code for conducting boiler trials.
6. Starting and Stopping.-As previously stated, the boiler tested
forms part of the plant equipment, and as such was in continuous opera-
tion. Before starting each test, however, the gates were set for the
predetermined thickness of fire, and the boiler operated for a period
of from 11/ to 2 hours, carrying the load decided upon for that test.
The coal bunker supplying the boiler under test was kept filled with
Mission Field coal during the entire period over which tests were being
made, thus obviating the necessity for emptying it before each run.
In the case of the weathered coal, however, the fuel was piled on the
floor of the boiler room and before starting the test the coal hopper on
the stoker was allowed to empty. It was then filled with the fuel under
test and the grates run until they were completely covered with the new
fuel. This took from 45 minutes to one hour. It may, therefore, be
seen that at the start of each test the grates were covered with the
required fuel and the boiler had been running under the predetermined
conditions of load and thickness of fuel bed for from 11  to 2 hours.
On starting a trial the condition of the fuel bed was observed and
recorded and an effort was made to have this condition duplicated at the
close of the test. The start was made with the ash pit and drip pan clean
and the fuel in the hopper just level with the top. The test was closed
under the same conditions.
The condition of the fuel bed was maintained as nearly uniform
as possible throughout a test and no adjustment was necessary at the
end.
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7. Coal.-A small steel car resting on platform scales was used to
weigh the coal. From this car it was shoveled into the hopper. The
tests were started with a full car of coal on the scales, the drip pan and
ash pit clean and with the fuel in the hopper just level with the top.
At the end of each hour the drip pan and ash pit were again cleaned, the
hopper leveled, and the coal remaining in the car weighed. Thus the
coal fed to the grates was the total of the coal weighed during the
hour minus that remaining on the scales at the end.
Before weighing a car of coal two samples were taken from it and
placed in tight cans. At the end of the test one sample was quartered
down in the usual manner to a weight of about 3,000 grams, placed in
a shallow pan, weighed on a Troemer balance and set on top of the
boiler to dry. After drying it was weighed a second time to determine
the moisture loss, then quartered down to fill a quart jar and sent to
the chemist for analysis. Proximate analyses were made on all of the
samples. Ultimate analyses also were made on four samples of the
Mission Field coal from the average of which ultimate analyses were
calculated for the rest of the samples by making use of the individual
proximate analyses. In the case of the weathered coal, however, ultimate
analyses were necessarily made from each sample.
The second sample referred to above was spread out and allowed
to dry, after which it was weighed and screened. The remainder was
then weighed a second time and from the two weighings the percentage
of dust was calculated. The screen used had 1/4-in. round openings
and what passed through it has been designated as "dust."
8. Ash.-The "ash and refuse" was raked from the pit into wheel-
barrows and weighed on platform scales. A sample was taken from
each load and placed in a tight can. At the end of the test this was
quartered down until it could be contained in a quart jar and was then
sent to the chemist for analysis. This analysis was used in determining
the carbon loss in the ash. Analyses of both coal and ash were made in
the Chemical Laboratory at the University of Illinois.
9. Water.-The feed water was measured by means of two cylin-
drical tanks about 4 ft. in diameter and of 4,600 lb. capacity. These tanks,
as shown in Fig. 3, had conical heads tapering to the size of a standard
6-inch nipple and were emptied through quick opening valves at the
bottom. By this arrangement the error in filling was reduced to a
minimum. They were calibrated at about 1550 F., the calibration in-
cluding all of the volume from the valve to the top of the nipple on
the upper head. Making use of these data, a curve was calculated, taking
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FIG. 3. FEED WATER TANKS.
into account the change in volume of the tank as well as the change
in density of the water, from which the weight of water contained in the
tank could be determined when its temperature was known. The
temperature was then taken just before emptying a tank.
The measuring tanks emptied into a rectangular feed-tank 40 in.
deep and of about 8,600 lb. capacity, from which the water gravitated to
the feed pump supplying the boiler under test. This tank was also cali-
brated and a curve plotted giving the weight of water per inch of depth
at any given temperature. The height of water in the tank was shown
by a pointer which was attached to a float and moved over a scale having
0.25-in. divisions.
The boiler itself was calibrated and a family of curves plotted such
that when the height of water in the gage glass and the pressure were
known the total weight of water in the boiler could at once be determined.
Both boilers were fed by a single main, the two feed pumps dis-
charging into it at points within about 3 feet of each other. Two
valves were inserted in the main between the points where the pumps
discharged and a bleeder was placed between the valves. Since the
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bleeder was always open during a test any leakage through either valve
could be detected immediately. In this way the two parts of the main
were completely isolated from each other and one pump could be used
to deliver the water from the weighing tanks to the boiler under test,
while the other was being used to feed the remaining boiler and to
deliver water from the heater to the weighing tanks.
In the installation under discussion the water-back formed a cir-
culating system entirely separate from the boiler, the water passing
through it being measured by means of a calibrated meter and afterwards
discharged into the feed water heater. It is not unusual for the water-
back to be connected into the boiler in such a way as to form a closed
system and to utilize the natural circulation taking place in the latter
in which case it forms part of the heating surface the same as one of
the tubes. If the water-back is disconnected from the boiler and a
positive means of circulation adopted, the circulating water being taken
from the feed water and returned to it subsequent to taking the weight
and the temperature of the latter, the result is essentially the same as
though the closed system had been used, and no account need be taken
of the water thus circulated. In the present case, however, the tempera-
ture was taken close to the boiler and after the circulating water had
gone into the feed water. The water-back has, therefore, been consid-
ered as part of the heating surface of the boiler and the heat absorbed
by the circulating water has been reduced to terms of equivalent water
evaporated and added to the boiler output as discussed under feed water
corrections in the Appendix.
10. Flue Gas.-Flue gas samples were collected over half-hour
periods. One sample was taken at the breeching about 2 ft. below the
dampers and a second one at a point about 8 in. behind and below the
end of the tile roof of the combustion chamber. This point was about
34 in. back of the bridge wall at the point where the gases turned to go
up through the first pass. It was close enough to the furnace so that
no air leakage chargeable to the boiler setting had as yet occurred, and
far enough back so that combustion was complete, as may be seen from
a comparison of the CO in the gas there and at the dampers.
The sampler used in the breeching is shown in Fig. 4 and the breech-
ing itself in Fig. 5. In the latter it may be seen that the boiler had
3 nozzles opening from the last pass into the breeching with a damper
in each one, the dampers being operated simultaneously from one control
rod. A set of sample tubes cross connected as shown in Fig. 4 extended
into each one of these passages. The two gate valves shown at A and B
KRATZ-A STUDY OF BOILER LOSSES
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FIG. 5. SECTION THROUGH BREECHING.
made it possible to obtain a sample from either boiler. Before starting
the tests the valve at B was closed and the whole apparatus tested for
leaks by means of compressed air. The valve B then remained closed
during the period over which tests were run. In order to keep the
small holes open the tubes were blown occasionally with compressed air.
The system was tested frequently to see that it did not leak. A
continuous flow of gas was maintained through the pipe C by means
of a small laboratory aspirator placed near the floor line. The sample
bottle was attached at a tee near this point and any back flow of gas
from the bottle was prevented by placing a small mercury trap (F)
in the line between the latter and the tee.
The sampler used for the furnace gases is shown in Fig. 6. This
consisted of a 2/ 2-in. pipe extending in to the center of the furnace.
Five small tubes were brazed into the pipe and water was kept flowing
through the apparatus in order to prevent it becoming hot enough to
react on the gas. It was assumed that the composition of the gas varied
the same either side of the center toward the furnace walls and also
that it was fairly well mixed by turning the corner at the point where
the sample was taken. While this does not insure a strictly average
sample, it is, however, believed to be within the limits of accuracy of
the rest of the observation in boiler trials.
The gas samples were taken in one liter flasks as indicated in Fig. 4.
Before being attached the latter were filled with water and inverted.
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FIG. 6. GAS SAMPLING APPARATUS FOR FURNACE.
They were then allowed to empty under a head of about 3 ft., the rate
of drawing the sample being regulated by means of a glass stop cock in
tube D so that as nearly uniform flow as possible was maintained over
the half-hour periods. A bottle of water was placed at E, between the
sampler and aspirator, and all of the gas was drawn through it, thus
keeping a supply of gas-saturated water for use in the ,flasks.
11. Quality of Steam.-The quality of steam was taken by means
of a throttling calorimeter and the steam pressure was taken by a cali-
brated gage at this point.
12. Temperature.-Calibrated mercury thermoimeters were used
for taking all temperatures, with the exception of that of the gas leaving
the boiler. The latter was taken at points about 2 ft. below the dampers
by means of 3 copper-constantan thermo-couples and a Siemens-Halske
millivoltmeter. These were calibrated with the cold junctions at 100
degrees F. This temperature was read during each test and a correction
applied in case it was not 1000 F., the correction in no case being larger
than about 5° F. The couples were calibrated before the tests and
were then left in place for the rest of the series, a period of about 3
months. On being re-calibrated at the end of this time the new points
fell on the curve of the previous calibration. It is, therefore, believed
that the accuracy of the apparatus is within 50 F.
13. Drafts.-Drafts were taken at the points indicated in Fig. 1
by means of Ellison differential gages. The draft at (6) was taken
at a point about 2 ft. below the center damper.
14. Observation Periods, etc.-All readings of pressure, tempera-
ture, drafts, etc., were taken at 15-minute intervals. The tests were of
sufficient length to give a total coal consumption of 250 lb. per sq. ft.
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of grate surface, with the exception of the weathered coal tests, which
were necessarily limited by the amount of the samples. The heat
balance shows a normal unaccounted-for loss for the latter, however,
and it is believed that the accuracy has not suffered materially on this
account.
IV. DISCUSSION OF RESULTS.
The general results of the tests are shown in Tables 1 to 16. The
items in these tables are in accordance with the Boiler Test Code of
TABLE 1.
GENERAL CONDITIONS.
Test
Number
Col. No.
a
t b
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
Date
2
1
2
11-11-'13
11-18-'13
11-13-'13
11-20-'13
11-25-'13
11-29-'13
12- 2-'13
12- 9-'13
12- 4-'13
12- 5-'13
12-12-'13
12-13-'13
12- 6-'13
12- 8-'13
12-16-'13
12-19-'13
12-18-'13
12-15-'13
1-29-'14
12-30-'13
1- 2-'14
1-10-'14
1- 3-'14
1- 5-'14
Duration,
Hours
3
2
3
13.0
13.0
13.0
13.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
9.0
7.0
5.5
3.5
4.5
6.0
6.0
Thickness
of
Fuel Bed.
Inches
4
81
6.0
7.0
8.0
10.0
6.0
7.0
8.0
9.3
9.8
6.0
6.0
7.0
7.0
8.0
9.4
6.0
7.0
8.0
7.0
7.0
6.5
7.0
7.0
7.0
Pressure, Lb. Per Sq. In.
Baro-
metric
5
6
14.4
14.3
14.4
14.3
14.4
14.4
14.5
14.5
14.4
14.3
14.5
14.5
14.2
14.6
14.4
14.3
14.4
14.5
14.4
14.4
14.2
14.4
14.3
14.5
Steam
(Gage)
6
11
8
128.2
132.0
131.4
133.0
129.4
137.9
132.5
132.0
135.1
138.1
134.2
138.7
136.3
131.4
131.4
138.3
133.9
135.2
141.0
132.7
138.0
134.0
134.7
133.0
Steam
(Abs.)
7
9
142.6
146.3
145.8
147.3
143.8
152.3
147.0
146.5
149.6
152.4
148.7
153.2
150.5
146.0
145.8
152.6
148.3
149.7
155.4
147.1
152.2
148.4
149.0
147.5
*(a) Numbers correspond to the A. S. M. E. Code.
Sb) Numbers correspond to Calculating Code given in Appendix.
Draft,
Inches of Water
Between
Damper
nd Boiler
8
12
10
0.091
0.053
0.077
0.263
0.379
0.254
0.358
1.038
0.726
0.522
0.984
1.124
0.500
0.591
1.126
1.090
1.147
1.139
1.124
1.090
1.048
1.250
1.055
1.225
At End
of
3rd Pass
9
11
0.134
0.102
0.118
0.310
0.433
0.307
0.397
1.056
0.767
0.568
1.011
1.138
0.540
0.637
1.127
1.094
1.153
1.149
1.160
1.108
1.110
1.240
1.159
1.206
the American Society of Mechanical Engineers, with the exception that
some items have been added. These consist of three efficiencies, viz.:
The efficiency of furnace and grate, the efficiency of the furnace, and
the efficiency of the boiler exclusive of furnace and grate, and also some
items referring to gas analysis at the furnace and to weights of air and
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gas per Ib. of coal. The heat balance has also been considerably ex-
tended and is based on 1 lb. of dry coal fired instead of on combustible.
The efficiencies given in the A. S. M. E. code are the over-all efficien-
cies for the boiler and furnace together and do not afford a means of
determining whether a loss in efficiency of the unit is due to poor
furnace construction or conditions or to dirty tubes or faults in the
TABLE 2.
GENERAL CONDITIONS (CONTINUED).
Draft, Inches of Water
Between
1st & 2nd
Pass
10
12
0.045
0.020
0.048
0.168
0.208
0.141
0.247
0.721
0 499
0.320
0.631
0.748
0.320
0.404
0.818
0.712
0.779
0.778
0.746
0.624
0.664
0.733
0.705
0.716
At End
of Com-
bustion
Chamber
11
13
0.079
0.117
0.217
0.219
0.179
0.274
0.654
0.449
0.289
0.524
0.656
0.290
0.391
0.748
0.594
0.667
0,666
0.546
0.537
0.590
0.587
0.649
0.572
Over
Fire
in
Furnace
12
13
14
0.088
0.072
0.108
0.184
0.171
0.149
0.232
0.549
0.389
0.200
0.330
0.421
0.227
0.327
0.540
0.320
0.364
0.418
0.375
0.416
0.467
0.482
0.540
0.441
In
Ash
Pit
13
14
15
0.002
0.001
0.004
0.009
0.032
0.015
0.008
0.047
0.029
0.042
0.051
0.053
0.023
0.015
0.020
0.078
0.043
0.041
0.017
0.108
0.085
0.070
0.099
0.089
Temperature, Degrees Fahrenheit
Outside
Air
14
15
10
36.0
64.8
58.8
69.6
48.8
59.9
53.8
34.9
51.2
52.3
47.7
47.9
54.2
26.5
40.4
37.3
37.2
39.6
45.7
32.6
34.7
23.4
34.3
30.3
15
16
17
74.0
78.1
73.9
83.5
78.6
79.8
70.7
83.1
74.5
73.1
84.1
79.1
77.8
71.4
78.7
76.2
78.2
84.2
70.1
77.0
72.6
77.0
63.1
77.5
Steam
16
17
18
354.5
356.5
356.1
357.0
355.2
359.7
356.9
356.6
358.2
359.7
357.8
360.1
358.8
356.3
356.2
359.8
357.6
358.3
361.2
357.0
359.6
357.6
357.9
357.1
Feed
Water
at
Boiler
17
20
19
137.3
123.2
127.3
114.0
128.8
125.2
128.8
146.5
125.9
126.4
136 5
138.8
126.0
130.4
142.5
154.0
147.7
140.5
147.0
154.3
144.4
166.9
142.1
149.4
Flue
Gases
18
21
21
451.0
445.7
435.3
460.7
551.0
515.0
532.3
573.7
555.0
596.6
638.3
644.4
544.8
557.5
563.5
612.5
620.3
616.4
632.8
602.0
613.8
618.3
597.0
621.0
boiler itself. It was for this reason that the efficiencies indicated above
were added and that the heat balance was extended and divided so as
to separate from one another the losses chargeable to boiler and furnace
alone. In order to do this it was necessary to obtain an analysis of gas
at the furnace and to include some items on weights of air and gas.
A discussion of all these items may be found in the Appendix.
15. Fuel.-The fuel used on tests 1 to 18 inclusive was Vermilion
Test
Number
Col. No
a
b
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
28
24
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County screenings from Mission Field Mine No. 3. The coal was of
the same quality as that used for the normal operation of the plant
and was all obtained from the same mine with the expectation that
the ash and dust content would not vary much. So far as the ash was
concerned this expectation was fairly well fulfilled but the dust varied
considerably.
The fuel used on tests 20 to 24 inclusive was weathered coal. This
TABLE 3.
COAL AND ASH.
Amount
Kind of Fuel PassingTest (District from Condition of Fuel Commercial Size a 4-in.
Number which mined) Screen
Per Cent
Col. No. 19 20 * 21 22
a 23 23
b
1 Mission Field Fresh Screenings 35.0
2 34.8
3 " " 40.0
4 38.0
5 " 37.8
6 " 19.6
7 " 26.3
8 " "50.5
9 " 35.7
10 " 30.6
11 " " " 33.2
12 40.3
13 " "26.3
14 42.8
15 " "22.3
16 " 34.1
17 " 24.7
18 " " 29.5
19 " " Pea 7.2
20 Sangamon Co. Weathered Nut 31.9
21 u a Screenings 45.1
22 Williamson Co. Nut 13.9
23 " " Screenings 42.9
24 Vermilion Co. Nut 35.0
had been exposed in bins since January, 1908, and consisted of one lot
of each of the following: Sangamon County nut, Sangamon County
screenings, Williamson County nut, Williamson County screenings, and
Vermilion County nut. This coal had disintegrated considerably and
when dry it presented a white appearance as though coated with clay.
It was very easily broken and the surface thus exposed was black and
rather oily.
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16. Relations Between Thickness of Fire, Capacity, and Efficiency.
-Curves are shown in Figs. 7 to 11 in which efficiency is plotted against
thickness of fuel bed. For the sake of convenience in reference the
points have been numbered to correspond to the tests from which they
were taken. From the curves it becomes evident that the best efficiency
under full load conditions was obtained with a fire of about 7 or 7½
TABLE 4.
COAL AND ASH (CONTINUED).
Calorific Value
Total Coal Total Combust- by Calorimeter Total Percentage
Test as Dry ible Ash of Ash and
Number Fired Coal Consumed and Refuse in
Lb. Lb. Lb. Per Lb. Per Lb. Refuse Dry CoalS Dry Coal Combustible Lb. Per Cent
B. t. u. B.t.u.
Col. No. 23 24 25 26 27 28 29
a 25 27 30 50 51 28 31
b 22 24 29 62 63 25 30
1 21954 18026 13026 10979 14177 4087 22.67
2 17935 14813 11061 11537 14287 3925 26.49
3 19135 15966 11661 11629 14318 3771 23.62
4 19840 16352 12742 11815 14276 3445 21.07
5 21805 17959 14081 11933 14381 3819 21.27
6 21035 17398 13418 11947 14437 4159 23.91
7 21512 18061 14328 12408 14478 3826 21.18
8 23325 19493 14982 11821 14409 3832 19 66
9 19257 16266 13164 12292 14439 2801 17.22
10 25397 21181 17421 12335 14452 4394 20.75
11 30173 25587 18255 10954 14377 5671 22.16
12 28490 23798 18369 11949 14320 4905 20.61
13 25678 21405 16549 11876 14230 4852 22.67
14 25390 21246 16474 12184 14462 4799 22.59
15 23416 19847 15320 11748 14350 4021 20.26
16 30955 26176 .20872 12186 14381 5342 20.41
17 29235 24753 18924 11921 14324 5454 22.03
18 29309 24778 18183 11472 14260 5881 23.73
19 25087 21612 17617 12622 14465 5968 27.61
20 18226 14517 11743 11179 13469 2351 26.19
21 12658 9868 7618 10497 12707 1718 17.41'
22 15660 13710 11009 12103 14067 2382 17.37
23 16917 14029 , 11002 12153 13911 2271 16.19
24 21383 17102 14193 11985 13787 2098 12.27
inches in thickness. This seems to give a fuel bed resistance such that
the normal amount of coal can be burned without excessive draft. If
a thinner fire than this is used there is a greater probability that there
will be holes or thin places in the fuel bed, forming paths of least
resistance through which an excessive amount of air passes with a con-
sequent decrease in efficiency. On the other hand if the thickness of
the fire is materially increased it becomes necessary to use more draft
in order to maintain the load. The increased draft causes an increase
in the air leakage through the setting, etc., thus causing the efficiency
ILLINOIS ENGINEERING EXPERIMENT STATION
7. RELATION
Thickness of fie finches)
BETWEEN THICKNESS OF FIRE AND
FURNACE, AND GRATES.
6 7 0
kcihT ness 
of Fire
EFFICIENCY OF BOILER,
-- o loodC
Io Load
-- A Ful/Load -
IS / lLoad
/0
Inches)
RELATION BETWEEN THICKNESS OF FIRE AND EFFICIENCY OF BOILER
FURNACE, EXCLUDING GRATES.
i------v--i- I o Load
So 'lood
o - - - A fullLoad
* /j Load
-G -- - -- --
AND
OF BOILER,
I o 1 Load
-- 7 -- - - - -- -- DjoA d - -I S A fullLoad7 4-iTIlood
o0
90
/ 7
60 
-
b
I(
h
P-
Z,
FIG. 8.
Thickness of fr (Inches)
FIG. 9. RELATION BETWEEN THICKNESS OF FIRE AND EFFICIENCY
FURNACE, AND GRATES, BASED ON ZERO AIR LEAKAGE.
801 I I i I I I I I I I I I I
5 6 7 0 9
78
tlzý
1-
<§^
KRATZ-A STUDY OF BOILER LOSSES
FIG. 10. RELATION BETWEEN THICKNESS OF FIRE AND EFFICIENCY OF BOILER,
EXCLUDING FURNACE AND GRATE.
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FIG. 11. RELATION BETWEEN THICKNESS OF FIRE AND EFFICIENCY OF FURNACE
curve to drop. The above discussion is based on the assumption that
there is no more CO formed when using a thick fuel bed than with a
thin one. An inspection of the gas analyses will show that the CO
was never more than 0.24 per cent as a maximum and that this value was
obtained on but two tests. For this reason it has been disregarded.
Another explanation of the decrease in efficiency when the thickness
of fire is increased above 8 inches is offered by the fact that the arch
90
-
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is very low, it being only 10 inches above the grate at the front end.
This causes an excessive draft loss toward the front and makes the
combustion poor over that part of the grate thus reducing the effective
grate surface. On this account it was found impossible to obtain loads
as high as 114 capacity with a fire 91/2 inches in thickness. That part
of the 11/4 load curve to the right of the point representing the 8-in.
TABLE 5.
STEAM AND WATER.
True Total Total Weight of Water V1 Steam Pressure,
Test Quality Factor Water to in Boiler, Lb. Lb. per Sq. In. (Gage)Test of of 4 Weighing
Number Steam Evapora- Tanks
tion Lb. Initial Final Initial Final
Col. No. 30 31 32 33 34 35 36
a 60
b 66 111 67 83 84 75 77
1 0.981 1.104 128849 34075 33000 128.0 135.0
2 0.958 1.098 101703 34700 34520 104.0 132.0
3 0.965 1.100 106005 32940 34300 140.0 111.0
4 0.959 1.109 106843 33800 32870 137.0 133.0
5 0.966 1.099 134113 33600 34970 140.0 138.0
6 0.969 1.107 121025 34420 33000 140.0 135.0
7 0.969 1.102 120655 33650 33765 135.0 126.0
8 0.962 1.078 124928 31650 32985 143.0 136.0
9 0.966 1.103 106858 33540 33300 131.0 138.0
10 0.972 1.108 153213 33860 33415 145.0 141.0
11 0.965 1.091 153191 34940 31750 126.0 135.0
12 0.965 1.090 162271 33215 34255 144.0 139.0
13 0.969 1.106 162830 33510 34960 147.0 139.0
14 0.966 1.098 158007 33070 34340 130.0 120.0
15 0.963 1.082 143285 33595 34450 140.0 123.0 -
16 0.985 1.091 180054 33440 34010 140.0 133.0
17 0.965 1.079 170912 33880 34380 143.0 129.0
18 0.968 1.090. 166713 34265 34880 138.0 131.0
19 0.988 1.101 164818 33985 34805 148.0 138.0
20 0.983 1.088 101619 31500 33790 125.0 137.0
21 0.986 1.102 55580 36500 35170 123.0 137.0
22 0.985 1.077 105364 30755 33975 138.0 135.0
23 0.986 1.104 97300 34610 34595 125.0 140.0
24 0.982 1.093 124576 34375 34300 130.0 135.0
fire has therefore been shown as a dotted line and has been made to
parallel the full load curve.
A study of the curves in Figs. 7 to 11 will show that for each load
there was a well marked thickness of fire which gave the best efficiency
and that as the load decreased this also became less. Thus for 11
load the maximum efficiency occurred with 8 to 8½-in. fires, for full
load with 7 to 7/z inches and for 3/4 load with about 61/2 inches. It is
probable that for ½ load the fire could be decreased to 5 inches before
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the efficiency would drop materially. This can only be inferred, however,
from the action at other loads, since no data were taken using fires of
less than 6 inches.
17. Draft.-When analyzed from the standpoint of draft the
above condition is to be expected. For each load, or rate of combustion,
a given amount of air is necessary. If the fuel bed is too thick, or
TABLE 6.
STEAM AND WATER (CONTINUED).
Temperature of Feed-Water Corrections,
WatertoWater-back Lb. .
Total Deg. F. c
Test Weight of __ _
Test Water to ,Number Water-back For Feed or Pre For t -
Lb. Entering Leaving Tank s Water- d •
Level Gage 0 . o a,> oLevel Glass back o N 4>d
Col. No. 37 38 39 40 41 42 43 44
a 57 61
b 90 91 92 72 102 105 110 112
1 88075 58.7 123.2 + 318 + 974 + 5305 135446 149532
2 97760 60.3 109.1 + 3086 + 694 + 4477 109960 120736
3 108095 59.5 96.0 + 3083 - 1594 + 3696 111190 122309
4 99970 59.7 88.7 + 1067 + 648 + 2695 111253 123380
5 70245 58.3 113.0 - 2019 - 1100 + 3602 134596 147921
6 68310 59.3 117.8 + 3512 + 1020 + 3721 129278 143111
7 68715 58.7 104.7 + 319 - 251 + 2955 123678 136293
8 51930 58.5 110.8 + 1796 - 1174 + 2597 128147 138142
9 65250 58.1 96.6 - 319 + 309 + 2347 109195 120442
10 63810 58.3 112.8 - 1382 + 277 + 3234 155342 172119
11 53640 59.0 136.3 + 2332 + 2679 + 3917 162119 176872
12 52785 59.1 122.6 - 1377 - 906 + 3169 163157 177841
13 55125 59.5 137.5 - 213 - 1262 + 4008 165363 182891
14 53550 57.4. 126.3 - 3080 - 1181 + 3464 157210 172617
15 54630 58.3 106.4 + 423 - 826 + 2502 145384 157306
16 58275 58.1 123.2 + 316 - 579 + 3583 183374 200061
17 56925 58.2 123.3 + 1319 - 648 + 3538 175121 188956
18 53370 58.8 127.7 + 318 - 614 + 3477 169894 185184
19 50960 60.6 121.7 + 1686 - 822 + 2913 168595 185623
20 44633 58.4 108.4 - 2951 - 1634 + 2113 99147 107872
21 26863 59.7 113.2 + 2801 + 1331 + 1344 61056 67284
22 35392 60.4 140.1 - 575 - 2669 + 2699 104819 112890
23 48480 59.7 104.9 - 4070 + 280 + 2046 95556 105494
24 46320 59.5 121.0 - 3368 + 151 + 2687 124046 135582
dirty, it requires a heavy draft, with a consequent increase in air leakage
through places other than the fire, thus causing a loss in efficiency. If
it is too thin the draft may be reduced, but in this case the air leakage
occurs through the fuel bed itself with the same result as before.
The curves shown in Fig. 9 have been calculated on the assumption
that no air leakage occurred. In this discussion air leakage has been
defined as the air infiltration occurring in that portion of the setting
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from the bridge wall to the breeching and is chargeable against the
boiler, and not against the furnace. It is believed that this efficiency
forms a better basis for comparing the action of two different boilers
and furnaces than the over-all efficiency. It was deemed advisable to
calculate this because after the tests had been completed a place was
found which permitted some air to leak into the second pass. On account
TABLE 7.
FUEL AND WATER PER HOUR.
Combustible EquivalentDry Coal, Lb. Consumed, Lb. Evaporation, Lb.
Test Per sq. Ft. Per Sq. Ft.Number Per Sq. Ft. of Water- of Water-
Per Hour of Grate Per Hour heating Per Hour heating
eSurface Surface Surfaceper Hour per Hour per Hour
Col. No. 45 46 47 48 49 50
a 48 48 47 49 63 64
b 58 60 59 61 113 114
1 1387 15.41 1002 0.196 11502 2.25
2 1139 12.66 851 0.166 9287 1.81
3 1228 13.64 897 0.175 9408 1.84
4 1258 13.98 980 0.191 9491 1.85
5 1995 22.17 1565 0.306 16438 3.21
6 1933 21.48 1491 0.291 15901 3.11
7 2007 22.30 1592 0.311 15144 2.96
8 2166 24.07 1665 0.325 15349 3.00
9 1807 20.08 1462 0.286 13383 2.61
10 2353 26.14 1938 0.378 19124 3.74
11 2843 31.59 2028 0.396 19652 3.84
12 2644 29.38 2041 0.399 19760 3.86
13 2378 26.42 1839 0.359 20321 3.97
14 2361 26.23 1830 0.357 19180 3.75
15 2206 .25.51 1702 0.332 17479 3.41
16 2908 32.31 2319 0.453 22229 4.34
17 2750 30.56 2103 0.411 20995 4.10
18 2753 30.59 2020 0.395 20576 4.02
19 3088 34.31 2517 0.492 26516 5.18
20 2639 29.32 2135 0.417 19613 3.83
21 2819 31.32 2177 0.425 19224 3.75
22 3047 33.86 2446 0.478 25087 4.90
23 2338 25.98 1834 0.358 17582 3.43
24 2850 31.67 2366 0.462 22597 4.41
of its inaccessible position this place had escaped detection from the
time the boilers were installed. A close watch was kept and precautions
were taken to prevent the development of leaks during the tests, and it
was supposed that the setting was as tight as possible. With the
possible exception of one or two tests, the difference between the per-
centage of CO 2 at the furnace and that at the breeching was not enough
to arouse suspicion, since the setting was not a plastered one, and the
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ordinary brick setting is susceptible to some unavoidable air seepage.
A comparison of this set of curves with the other efficiency curves indi-
cates that the leakage was not sufficient to detract from any of the
conclusions drawn from the data. A discussion of the method of calcula-
tion for the efficiency used in Fig. 9 may be found in the Appendix.
The curves in Figs. 12 to 15 inclusive show the relation existing
TABLE 8.
BOILER PERFORMANCE.
Water Equivalent Evaporation from
Percentage Apparently and at 212°. Lb.
Test Horse Power Builder's of Builder's Evaporated
Number Developed Rating. Rating per Lb. ofNumber Developed Horsepower Developed Coal as Per Lb. Per Lb. Per Lb. of
Fired, of Coal of Dry Combustible
Lb. as Fired Coal Consumed
Col. No. 51 52 53 54 55 56 57
a 65 66 67 68 69 70 71
b 115 116 117 118 119 120 121
1 333.4 508 65.7 6.17 6.81 8.30 11.48
2 269.2 " 53.0 6.13 6.73 8.15 10.92
3 272.7 53.7 5.81 6.39 7.66 10.49
4 275.1 0 54.2 5.61 6.22 7.55 9.68
5 476.4 0 93.8 6.17 6.78 8.24 10.51
6 460.9 9" 0.8 6.15 6.80 8.23 10.67
7 439.0 " 86.5 5.75 6.33 7.55 9.51
8 444.9 0 87.6 5.49 5.92 7.09 9.22
9 387.9 7 6.4 5.67 6.25 7.40 9.15
10 554.4 109.1 6.12 6.78 8.13 9.88
11 569.6 0 112.1 5.37 5.86 6.91 9.69
12 572.7 112.7 5.73 6 24 7.47 9.68
13 589.0 115.9 6.44 7.12 8.55 11.05
14 555.9 109.4 6.19 6.80 8.13 10.48
15 506.6 99.7 6.21 6.72 7.93 10.27
16 644.3 0 126.8 5.92 6.46 7.64 9.59
17 608.5 119.8 5.99 6.46 7.63 9.99
18 596.4 117.4 5.80 6.32 7.47 10.18
19 768.6 " 151.3 6.72 7.40 8.59 10.54
20 568.5 a 111.9 5.44 5.91 7.43 9.19
21 557.2 109.7 4.82 5.32 6.82 8.83
22 727.1 " 143.1 6.69 7.21 8.23 10.25
23 509.6 0 100.3 5.65 6.24 7.52 9.59
24 655.0 0 128.9 5.80 6.34 7.93 9.55
between the various efficiencies and capacity or load in boiler horse
power. They bring out about the same facts as those already discussed.
On the whole, the over-all efficiencies obtained are not surprisingly
high. Under normal conditions of load and fire the over-all efficiency
averaged about 65 per cent. As stated before, however, no attempt was
made to obtain record tests, so that this represents the actual operating
efficiency and as such is in accord with good practice. A study of
column 60 in Table 9 will show that the efficiency of the furnace and
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grate was fairly constant for all loads and depths of fuel bed. Column
61 indicates that the loss in efficiency at higher loads was due to reduced
heat absorption by the boiler. Also, a comparison of the values in this
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column with the temperature of the flue gas given in column 18, Table 2,
indicates that in general the lower boiler efficiencies correspond with
the higher temperatures.
The curves in Fig. .16 give the drafts throughout the boiler setting.
The positions plotted as abscissae refer to the draft gage positions indi-
cated in Fig. 1. It may be noticed that there is an unexpected drop in
the curves at positions 4 and 6. At first it was supposed that this was
due to error either in the gage itself or in the position of the tube. All
the gages were then calibrated and found to be well within the limits of
accuracy. The positions of the tubes were also changed, and they were
moved backward and forward across the channels, with the same result
each time. On comparing the cross-sectional areas of the various passes
it was found that the area at point 4 was greater than that at point 3.
Also that the wall forming part of the last pass was corbeled so that
the area at point 6 was greater than that at point 5. This peculiarity
in the curves, therefore, has been attributed to the dynamic effect of the
flowing gases.
Referring to Fig. 17, it may be seen that the reading of a draft
gage (h',), when connected to a chamber in which the pressure is less
than atmospheric, indicates the difference between the barometric pres-
sure (H) and the true pressure or static head (h,) measured above
absolute zero. If a Pitot tube is placed at the same point, and there is
a flow of gas, the velocity head (h,) will add to the static head (h,), and
the reading of the Pitot tube (h'2 ) will be less than that of the draft
gage (h',). According to Bernouilli's theorem, the total head at any
point is the pressure head, plus the velocity head, plus the head lost up
to that point. The atmospheric pressure (H) is the total head in this
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case, and h2 is the sum of the pressure and velocity heads. Therefore
h'. must represent the lost head or, in other words, the friction head.
Proceeding from the front of the furnace to the breeching the quantity
h'2 increases more or less uniformly, and, since it is a loss, it would deduct
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FIG. 16. DRAFTS THROUGHOUT THE BOILER SETTING.
from the value of h1 and increase the gage reading (h',). In view
of this fact, the natural expectation would be to find the gage readings
increasing for the successive positions from the furnace to the breeching.
Any decrease in velocity head (hs), however, goes into an increase in
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pressure head (h,) and therefore makes the gage reading (h',) less.
Consequently, if a material increase in section, or reduction of gas volume
occurs at any point, the decreased velocity head might diminish h',
enough to make it read less than the gage preceding it. This explains
the dip in the curves at positions 4 and 6 in Fig. 16, since at position 4
there was an increase in section over that at position 3, and also
at position 6 over that at position 5. It may, therefore, be seen that
Alrmospheric Pressure Line
*' A
t I
,4/mosphe/c Pressure Line
FIG. 17. DRAFT READINGS.
the practice of subtracting draft gage readings and calling the result the
friction loss is incorrect unless the area of cross-section is the same at
both points where the readings were taken. If this is not true a correc-
tion for velocity should be made.
Three factors determine the amount of draft necessary. They are
the thickness of fire, the amount of dust in the coal, and the horsepower
developed. Taking each load separately it may be seen from Fig. 16
that the 91/-in. fire invariably required the maximum draft for any
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given load. With the thinner fires sometimes one and sometimes
another required more draft, depending largely upon the amount of dust,
and slightly varying horsepower; conditions that seemed to affect the
thinner fires to a larger extent than the thicker ones.
The curves in Fig. 18 show the relation existing between the draft
loss from the ash-pit to the furnace, and the coal burned per square foot
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COAL BURNED PER SQ. FT. OF GRATE SURFACE PER HOUR WITH
VARYING THICKNESS OF FIRE.
of grate surface per hour with varying thickness of fire. The amount of
dust in the coal influences a number of these points to some extent. For
instance, on test No. 12 the coal had a large percentage of dust. Points
17 and 19 were, therefore, given more weight in determining the end
of the curve. From these curves it is evident that between the limits
of 24 to 32 pounds per square foot of grate surface and with a normal
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thickness of fire of about 71/2 inches, it requires a draft of approximately
0.01 in. of water per lb. of coal per square foot of grate surface per
hour to burn Illinois screenings. This figure increases slightly at higher
rates of combustion. With fires above 8 inches in thickness, the draft
necessary for the coal to burn at a given rate becomes high enough to
cause excessive air leakage, and it increases very rapidly with higher
rates of combustion. The same draft required for the combustion of 38
lb. of coal per square foot per hour with a 7-inch fire is only sufficient for
the combustion of 24 lb. per square foot per hour with a 91/2-inch fire.
Load (ore-powr)
FIG. 19. RELATION BETWEEN LOAD AND COAL PER SQ. FT. OF GRATE SURFACE
PER HOUR.
Fig. 19 shows the relation between rate of combustion and the horse-
power developed. This relation may be represented by a straight line.
The fact that the heating values of the coal varied somewhat, and also,
that it was impossible to run all the tests with the tubes in exactly the
same condition as regards soot deposits, tends to throw some of the points
off of the curve.
Fig. 20 gives the draft requirements for a given horsepower using
different thicknesses of fire. These curves necessarily assume the same
form as those in Fig. 18, since the load is a straight line function of the
rate of combustion. The points do not fall on these curves as they do
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FIG. 20. RELATION BETWEEN LOAD AND DRAFT IN FURNACE.
on those of Fig. 18, however, because some factors such as soot on the
tubes and the variable heating value of the coal influence the horsepower
developed and do not influence the rate of combustion. Also they were
plotted using draft over the fire instead of the difference between this
and the draft in the ash pit.
18. Excess Air.-The curves in Fig. 21 give the relations between
excess air, thickness of fire, and load. There are a number of other
factors which affect the excess air, and the curves shown are at best only
approximate. They are influenced by draft conditions, which in turn
are somewhat dependent upon the dust content of the coal. For instance,
it required practically the same draft to give 3/4 load on test No. 9 as it
did to give full load on test No. 15, due to the fact that on the former
the dust content was higher than on the latter. This placed point 9
practically on the full load curve. In tests Nos. 11, 12, and 14 the dust
was high, while in Nos. 10 and 13 it was normal. Hence more weight
was given to the latter points in drawing the curves.
Taking the curve for each load separately it is evident that the
percentage of excess air decreases to a minimum and then increases again
05 V SSO 600 350 /W ^
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Thickness of Few (Inches)
FIG. 21. RELATION BETWEEN THICKNESS OF FIRE AND EXCESS AIR AT FURNACE.
as the thickness of fire increases. These minimum points correspond
very closely to the maximum ones shown on the efficiency curves in Figs.
7 to 11. With thin fires there is a marked tendency toward the forma-
tion of holes in the fuel bed, through which an excessive amount of air
can pass. Also the entire fuel bed is more open and porous, and the
small channels formed by the voids are shorter. Hence the air is not
brought into as intimate contact with the incandescent surface of the
ILLINOIS ENGINEERING EXPERIMENT STATION
coal as it otherwise would be. When the thickness of the fire is increased
the passage becomes more tortuous and thus a larger proportion of the
volume of air passing through the fuel bed comes into contact with the
surface of the coal. At the same time the total area of the incandescent
surfaces increases. Hence the excess air decreases. As the depth of
fuel bed increases, however, the ash, as it forms, interferes more with
the processes of combustion. At a thickness of about 71/ inches it
appears that the ash begins to protect the incandescent surface from the
action of the air, thus reducing the total area exposed and serving to
mitigate the effect gained by the increased turbulence of the air. There-
fore, increasing the depth of fuel on the grate beyond this point results
in an increase in the per cent of excess air.
Inspection of the curves in Fig. 21 will show that for fires less than
71/2 inches thick, the excess air increases when the load or rate of com-
bustion is increased if a constant depth of fuel bed is maintained, while
for fires above 71/2 inches thick the reverse is true. When the load is
made greater a larger volume of air is drawn through the fuel bed.
That part actually coming into contact with the fuel also increases, but,
in the case of thin fires, not so rapidly as the total. Hence in this case
the excess air will increase with load. As the fires become thicker the
part coming into contact is a larger proportion of the whole and it is
not necessary to increase the total volume as much in order to obtain
a given rate of combustion. At about 8 inches the tendency for the ash
to choke the fuel bed becomes manifest and with fires above this thick-
ness, when the draft is made greater, the increased velocity of the air
tends to sweep the surfaces clean and to permit better combustion. Hence
the percentage of excess air is apt to be lower at the higher rates when
using thick fires.
The trend of these curves is also influenced somewhat by air
leakage along the sides and at the back of the stoker. This would have
had a more marked effect when the heavier drafts were used. A study of
the per cent CO 2 at the furnace, however, from which the excess air was
calculated will prove that this was at no time excessive. On all but two
of the tests the CO, ran from 8 to 13 per cent, representing an excess
of from 100 to 25 per cent, and in most cases was about 50 per cent.
In Fig. 22 the percentage of CO, in the flue gas has been plotted
against the excess air expressed in per cent. Most of the points for
this curve were taken from the analysis of the gas at the furnace, a
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xcs 5Air( Percent)
FIG. 22. RELATION BETWEEN EXCESS AIR AND CO. IN GAS.
few of the analyses at the flue being used, however, to establish some
of the more remote points.
The theoretical curve shown in Fig. 22 was calculated from the
following analysis, which was obtained by averaging the analyses for
tests 1 to 18 inclusive:
C=65.77%, H2=4.17%, 02=6.27%, N,=1.65%, S=4.52%, and Ash=
17.62%. On the assumption that complete combustion took place, a
gas analysis was computed for the above coal using 100, 75, 50, and 25 per
cent excess air, the results of which are shown as a dotted line in Fig. 22.
The fact that the curve plotted from the analyses so closely parallels
the theoretical curve may be taken, as an indication of the accuracy of
the gas analyses made on the tests. The explanation for the theoretical
curve falling above the other lies in the fact that some of the carbon
in the coal actually used went through the grates, some went to form soot
and a small amount to form CO. This made the carbon actually appear-
ing in the gas per lb. of coal about 5 per cent lower than that used for
the theoretical curve.
An inspection of the curve will show that all of the points in the
group representing about 35 per cent, or the minimum excess air, were
obtained from 7-inch fires. Of those in the 50 per cent excess air group,
4 were obtained from 6-inch, one from 7-inch, and one from 8-inch fires.
This seems to verify the conclusion that a fire approximately 7 inches
thick is the best to use for this kind of coal.
19. CO, and CO Relations.-In Fig. 23 the O0 in the flue gas is
plotted against per cent excess air. This gives the same results as Fig.
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FIG. 23. RELATION BETWEEN EXCESS AIR AND OI IN GAS.
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FIG. 24. RELATION BETWEEN THICKNESS OF FIRE AND CO, IN GAS AT FURNACE.
22, and of the two, the latter is the more valuable, since readings of CO0
may be easily obtained in practice, while 02 is not so readily determined.
This curve, however, is given to serve as a check on the CO, curve.
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Fig. 24 was plotted in an attempt to obtain a relation between the
thickness of the fire and the percentage of CO 2. The latter seems to have
a tendency to reach a maximum on the 7-inch fire, from which point it
falls'off rapidly as the thickness of the fire is increased.
In Figs. 25 and 26, the points fall with sufficient irregularity to re-
quire a slight stretch of the imagination in order to draw a curve. They
ZZ'
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FIG. 25. RELATION BETWEEN DRAFT OVER FIRE AND AIR INFILTRATION.
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FIG. 26. RELATION BETWEEN LOSS DUE TO AIR LEAKAGE AND DIFFERENCE IN
PER CENT CO, AT FURNACE AND FLUE.
seem to indicate straight line relations, however, the points being about
equally distributed on both sides of a straight line.
Fig. 25 indicates that the air leakage through the setting is roughly
proportional to the draft over the fire. This curve is affected by the
variation in the pounds of gas per pound of coal, which is in
turn influenced by a number of factors previously discussed.
In Fig. 26 the loss due to air leakage is plotted against the difference
in the CO, readings at the furnace and at the flue. This curve is also
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affected by the variation in the pounds of gas per pound of coal, but it
shows the importance of stopping all the air leaks.
An attempt was made to find a relation between the loss due to
excess air and the loss due to CO formed, but it was found impossible to
deduce such a relation from the data obtained.
The curves in Fig. 27 and Fig. 28, however, have been calculated
by making use of the coal analysis given under the discussion of Fig.
22. This analysis is fairly representative of the coals used. From these
curves some idea may be gained of the relation between the losses caused
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FIG. 27. Loss CAUSED BY EXCESS AIR.
by excess air and CO. Fig. 27 has been calculated for the different flue
gas temperatures indicated, on the assumption that the gases enter the
furnace at 750 F., and that the temperature of the flue gas would be
the same for the different percentages of excess air.
Assume that under certain operating conditions 11.5 per cent CO0
is being obtained, and that there is no trace of CO in the gas. Reference
to Fig. 22 will show that 40 per cent excess air is being used. Assume
that the air supply is cut down, and when the per cent of CO2 becomes
11.9, indicating 35 per cent excess air, a trace of CO begins to appear.
140 150 60 160 ,7 -
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If the air supply is further reduced, so that the per cent of CO, becomes
12.9, indicating that only 25 per cent excess air is being used, reference
to Fig. 27 will show that the loss has been cut down from 2.61 per cent
when using 35 per cent excess air, with the flue gas at 5000 F., to 1.88
per cent when using 25 per cent excess, with the flue gas at the same
temperature, giving a difference of 0.73.
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From Fig. 28 the percentage of CO which represents a loss equal
to 0.73 is 0.19 when 25 per cent excess air is being used. Hence, in the case
assumed, if 0.19 or more of CO appears in the gas when the excess air is
reduced from 35 per cent to 25 per cent, the gain from reducing the air
supply is more than offset by the loss due to the formation of CO.
For every furnace and for every coal, therefore, there will be well
defined limits beyond which the air supply can not be reduced without
causing a greater loss due to incomplete combustion. Just how much CO
is permissible for any given coal and installation may be determined by
plotting a set of curves similar to the above, and by finding by experi-
ment at what value of CO, a trace of CO begins to appear.
Fig. 29 gives the relation between loss due to combustible in ash and
loss due to excess air. This is influenced by so many factors, and the
points fall so irregularly that it is impossible to draw any very exact
conclusions from it. The general tendency shown by the points may be
fairly well represented by the straight line. This shows that for the
chain grate stoker the tendency is for the loss due to excess air to in-
crease as the combustible in the ash is decreased, and that the sum of the
losses remains fairly constant at from 12 to 14 per cent. This means
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that in order to reduce the carbon appearing in the ash it is necessary to
increase the air supply, which in turn entails a corresponding loss. It
is probable that the combustible loss, being a visible one, will cause more
concern than the invisible excess air loss, but the above, in some measure,
indicates the futility of trying to cut down on the former at the expense
of the latter. Since this conclusion is based entirely upon data obtained
TABLE 9.
EFFICIENCY.
Efficiency, Per Cent
Test
Number Of Boiler Of Boiler, Over-all
and Furnace Furnace Of Furnace Of Boiler Of Furnace Based on
Excluding and Grates and Grates Zero Air
Grates Leakage
Col. No. 58 59 60 61 62 63
a 72 73
b 123 124 127 128 130 133
1 78.58 73.36 78.07 93.97 83.82 74.85
2 74.17 68.55 76.46 89.66 82.80 69.69
3 71.10 63.92 74.27 86.06 82.74 65.35
4 65.80 62.01 74.54 83.20 79.26 62.92
5 70.92 67.01 80.00 83.75 84.72 69.68
6 71.72 66.85 80.10 83.46 85.99 68.09
7 63.75 59.05 77.55 76.14 83.81 59.76
8 62.09 58.20 76.92 75.66 82.16 61.08
9 61.49 58.42 77.80 75.09 81.87 61.74
10 66.34 63.96 82.04 77.95 85.16 65.48
11 65.40 61.21 79.33 77.16 84.79 64.16
12 65.59 60.67 78.07 77.71 84.49 64.59
13 75.36 69.87 79.15 88.27 85.59 71.35
14 70.32 64.75 77.97 83.04 84.76 66.04
15 69.45 65.50 78 40 83.54 83.22 68.41
16 64.71 60.84 79.23 76.79 84.26 63.75
17 67.68 62.11 78.15 79.48 85.18 65.45
18 69.28 63.19 77.53 81.50 85.16 68.16
19 70.71 66.04 80.05 82.50 85.73 68.60
20 6621 64.50 78,62 82.03 80.83 67.24
21 67.44 63.05 75.85 83.12 81.99 66.62
22 70.71 65.98 79.33 83 18 85.21 68.87
23 66.90, 60.04 72.46 82.86 81.14 63.75
24 67.22 64.20 80.40 79.86 84.44 67.66
from a chain grate it is impossible to state whether or not it will hold
for other types of stokers or methods of firing.
20. Heat Balance.-The heat balance as used on these tests has
been based on one pound of dry coal and has been considerably extended
over the one given in the A. S. M. E. code.
In considering the question of steam generation, there are two sepa-
rate processes which require attention. First, the heat must be evolved
from the coal, and second, it must be absorbed by the water. The first
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is the function of the furnace and the second is a function of the boiler.
Each of these processes entails losses, some of which are mutually inde-
pendent and some of which are more or less dependent one upon the other.
Since the efficiency of the unit should be the product of the efficiency of
the furnace and the efficiency of the boiler alone, it is evident that all
TABLE 10.
WEIGHT OF AIR AND GASES PER LB. OF DRY COAL.
Weight of Gas, Lb.
00
0
0
'-0
64
153
8.76
9.23
9.29
9.49
9.52
9.48
9.90
9.39
9.80
9.84
8.86
9.60
9.60
9.68
S327
9.73
9.65
9.22
9.89
8.45
8.44
9.68
9.63
9.54
65
162
12.64
15.05
14.45
22.58
13.73
12.37
15.92
18.97
19.06
14.88
14.49
14.99
12.63
14.08
17.45
16.42
14.09
13.12
12.95
19.13
12.57
14.58
17.66
14.56
a
66
168
16.571.59
23.94
17.04
13.956.91
22.71
23.'7516.74
17.57
19.34
14.39
15.63
20.8492.91
17.82
18.38
15.83
22.1115.95
17.91
21.77
18.4118.41
Weight of Air, Lb.
0
0
90
67
174
8.35
8.78
8.84
9.04
9.06
9.03
9.43
8.95
9.34
9.38
8.40
9.14
9.15
9.21
8.92
9.27
9.18
8.78
9.49
8.03
7.99
9.23
9.19
9.08
t
68
177
12.37
14.73
14.21
22.25
13.45
12.02
15.63
18.72
18.76
14.54
14.29
14.76
12.35
13.84
17.13
16.09
13.71
12.84
12.65
18.82
12.19
14.37
17.20
14.10
69
180
14.30
16.38
16.45
23.68
16.81
13.73
16.67
22.54
23.49
16.46
17.43
19.20
14.14
15.47
20.64
19.68
17.57
18.23
15.55
21.79
15.66
17.61
21.45
18.08
losses should be tabulated under but two heads, viz., boiler losses and fur-
nace losses.
Since it requires a difference in temperature between the hot gases
and the water for any heat to flow from the former into the latter, it is
manifestly impossible to utilize any of the heat remaining in the gases
after their temperature has fallen below the temperature of the steam,
Weight of Ex-
cess Air, Lb.
Per Cent
Excess Air
z
Col. No.
a
b
Sc
o
70
181
1.93
1.65
2.24
1.43
3.36
1.71
1.04
3.82
4.73
1.92
3.14
4.44
1.79
1.63
3.513.59
3.86
5.39
2.90
2.79
3.47
3.24
4.25
3.98
a
72
184
5.95
7.60
7.61
14.64
7.75
4.70
7.24
13.59
14.15
7.08
9.03
10.06
4.99
6.26
11.72
10.41
8.39
9.45
6.00
13.76
7.67
8.38
12.26
9.00
73
183
48.14
67.77
60.75
146.13
48.45
33.11
65.75
109.16
100.85
55.01
70.12
61.49
34.97
50.28
92.04
73.57
49.35
46.24
33.30
134.37
52.56
55.69
87.16
55.28
74
185
71.26
86.56
86.09
161.95
85.54
52.05
76.78
151.84
151.50
75.48
107.50
110.06
54.54
67.97
131.39
112.30
91.39
107.63
63.86
171.35
96.00
90.80
133.40
99.12
4.02
5.95
5.37
13.21
4.39
2.99
6.20
9.77
9.42
5.16
5.89
5.62
3.20
4.63
8.21
6.82
4.53
4.06
3.16
10.79
4.20
5.14
8.01
5.02
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and hence of the water in the boiler. This introduces a set of unavoid-
able losses. In considering these unavoidable losses, and the loss due to
excess air taken in at the furnace, it was not entirely self-evident under
which head they logically belonged. Owing to reasons which will sub-
sequently be discussed, the following division was finally decided upon
as being the most convenient:
DEBIT.
1. Heat supplied by one pound of dry coal.
CREDIT.
2. Heat absorbed by boiler.
Furnace Losses (unavoidable).
3. Loss due to heat in theoretical weight of dry gas required for
complete combustion, up to the temperature of the steam in the boiler.
4. Loss due to moisture in the coal, up to the temperature of the
steam.
5. Loss due to moisture formed from H2 in the coal, up to the
temperature of the steam.
6. Loss due to moisture in the air, up to the temperature of the
steam.
Furnace Losses (controllable).
7. Loss due to excess air up to the temperature of the steam in
the boiler.
8. Loss due to CO formed.
9. Loss due to combustible in the ash.
10. Loss due to high temperature of the ash.
Boiler Losses.
11. Loss due to theoretical weight of dry gas for complete com-
bustion, above the temperature of the steam in the boiler.
12. Loss due to moisture in coal, above the temperature of the
steam.
13. Loss due to moisture formed from H 2 in coal, above the tem-
perature of the steam.
14. Loss due to moisture in the air, above the temperature of the
steam.
15. Loss due to excess air, above the temperature of the steam.
16. Total loss due to air leakage into the boiler setting.
17. Radiation, conduction, and unaccounted-for losses.
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In making up this heat balance, excess air was defined as the air
taken into the furnace in excess of that necessary for complete combus-
tion, and was determined from the analysis of the gas at the furnace.
Air leakage was defined as the air leaking into the gases after they had
passed the bridge-wall. It was found by comparing the gas analyses at
the flue and at the furnace. Therefore, all of it was charged against the
boiler.
TABLE 11.
CHEMICAL ANALYSES.
Proximate Analysis of Coal as Fired Ultimate Analysis of Dry Coal
gU d fl u 0( I? 0 go U
I ..* i .0 fk a ss ms os Is s a
Col.No. 75 76 77 78 79 80 81 82 83 84 85
a 32 33 34 35 36 37 38 39 40 41 42
b 38 39 41 42 43 50 51 52 53 54 55
1 30.50 33.09 17.89 18.52 4.29 60.31 4.06 6.71 1.13 5.23 22.56
2 32.63 34.06 17.41 15.90 4.11 63.87 4.10 6.15 1.65 4.98 19.25
3 33.34 34.43 16.56 15.67 4.13 64.29 4.13 6.19 1.66 4.95 18.78
4 33.01 35.20 17.58 14.21 3.81 65.86 4.23 6.35 1.70 4.62 17.24
5 32.67 35.68 17.64 14.02 3.83 66.02 4.24 6.36 1.71 4.65 17.02
6 32.13 36.31 17.29 14.27 3.94 65.74 4.22 6.33 1.70 4.76 17.25
7 31.20 40.75 16.04 12.01 3.19 69.03 4.43 6.65 1.79 3.80 14.30
8 32.63 35.93 16.43 15.01 3.99 65.13 4.18 6.27 1.69 4.77 17.96
9 33.75 38.16 15.53 12.56 3.55 68.22 4.38 6.57 1.76 4.20 14.87
10 33.22 37.96 16.60 12.22 3.28 68.63 4.40 6.61 1.78 3.93 14.65
11 30.25 34.36 15.20 20.19 3.99 61.96 3.47 4.52 1.53 4.71 23.81
12 33.68 36.01 16.47 13.84 3.55 66.75 4.28 6.43 1.73 4.25 16.56
13 32.41 37.16 16.64 13.79 3.52 66.79 4.29 6.43 1.73 4.22 16.54
14 31.84 38.66 16.32 13.18 3.77 67.21 4.31 6.48 1.74 4.51 15.75
15 32.73 36.66 15.24 15 37 4.06 64.97 4.17 6.26 1.68 4.79 18.13
16 34,43 37.23 15.44 12.90 3.77 67.67 4.34 6.52 1.75 4.46 15.26
17 34.17 36.29 15.33 14.21 3.35 67.59 4.11 6.06 1.51 3.95 16.78
18 32.16 35.85 15.46 16.53 3.91 63.92 4.10 6.16 1.65 4.62 19.55
19 36.56 38.61 13.85 10.98 3.09 67.75 5.30 8.54 2.08 3.59 12.74
20 35.88 30.23 20.35 13.54 2.99 59.19 4.55 13.44 2.07 3.75 17.00
21 34.06 30.35 22.04 13.55 2.97 58.87 4.53 13.25 2.15 3.81 17.39
22 45.41 29.92 12.45 12.22 1.89 68.04 4.66 8.79 2.39 2.16 13.96
23 43.36 29.09 17.07 10.48 1.81 67.75 4.90 10.77 1.75 2.19 12.64
24 38.54 30.99 20.02 10.45 1.26 67.62 4.68 10.59 2.47 1.58 13.06
On the basis of a rigid analysis, regarding the furnace as being en-
tirely separate from the boiler, the unavoidable loss might have been in-
cluded under boiler losses. We can conceive of a unit so built that the
water comes into it at room temperature, and is gradually passed through
and heated up to steam temperature. In this kind of a unit the gas
might also be made to leave at room temperature. In this hypothetical
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apparatus any heat in the coal which was not given to the gas would be
chargeable to the furnace, while any that was not taken from the gas
down to room temperature would be charged against the boiler. This
conception leads to a difficulty with the excess air. The amount of excess
air depends upon the design and operation of the furnace, and as a boiler
furnace, the air should be charged against it. But under the above
TABLE 12.
CHEMICAL ANALYSES (CONTINUED).
b Analysis of Ash Analysis of Dry Gases at Furnace Analysis of Dry Gases at Flue
.0 and Refuse Per Cent by Volume Per Cent by Volume
t Carbon Earthy N2 N2
S Per Cent Matter CO 02 CO By Dif- CO 02 CO By Dif-Per Cent ferece ference
Col.No. 86 87 88 89 90 91 92 93 94 95
a 44 45 84 85 86 88
b 56 57 139 140 141 142 143 144 145 146
1 22.84 77.16 10.69 8.23 0.23 80.85 9.34 8.98 0.18 81.50
2 22.93 77.07 9.39 9.94 0.18 80.49 8.45 10.49 0.20 80.86
3 34.67 65.33 9.43 9.52 0.24 80.81 8.18 10.58 0.20 81.05
4 22.95 77.05 6.54 13.18 0.12 80.16 6.15 13.47 0.12 80.26
5 21.49 78.51 11.06 7.84 0.16 80.94 8.82 10.15 0.14 80.89
6 23.55 76.45 12.20 6.87 0.06 80.87 10.74 7.88 0.05 81.33
7 30.07 69.93 9.74 9.31 0.08 80.87 9.14 9.82 0.08 80.96
8 26.36 73.64 7.80 11.61 0.02 80.57 6.45 12.86 0.05 80.64
g 24.37 75.63 8.20 11.16 0.13 80.51 6.51 12.97 0.13 80.39
10 14.96 85.04 11.00 8.14 0.04 80.82 9.72 9.23 0.04 81.01
11 21.86 78.14 9.78 8.99 0.05 81.18 8.03 10.90 0.02 81.05
12 30.34 69.66 10.07 8.75 0.01 81.17 7.74 11.21 0.00 81.05
13 27.12 72.88 12.03 6.72 0.05 81.20 10.49 8.34 0.05 81.12
14 29.72 70.28 10.70 8.06 0.05 81.19 9.58 9.03 0.06 81.33
15 23.10 76.90 8.54 11.01 0.04 80 41 7.10 12.21 0.04 80.65
16 24.52 75.48 9.50 9.91 0.01 80.58 7.79 11.46 0.00 80.75
17 30.72 69.28 10.78 8 67 0.04 80.51 8.44 10.75 0.03 80.78
18 29.78 70.22 10.81 8.18 0.05 80.96 7.61 11.39 0.04 80.96
19 20.81 79.19 12.02 6.84 0.03 81.11 9.75 9.38 0.02 80.85
20 13.00 87.00 7.37 12.34 0.01 80.28 6.35 13.50 0.01 80.14
21 31.08 68.92 10.58 9.17 0.07 80.18 8.22 11.36 0.09 80.33
22 33.02 66.98 10.68 7.95 0.01 81.36 8.63 10.75 0.01 80.61
23 55.20 44.80 8.23 11.92 0.04 79.81 6.63 13.17 0.03 80.17
24 32.15 67.85 10.96 8.84 0.01 80.19 8.58 10.93 0.01 80.48
analysis so far as the furnace is concerned it merely takes this air in and
heats it. All the heat that is put into it appears in the gas leaving the
furnace, the only difference being that there is a larger volume at a lower
temperature. A failure to utilize this heat would then be due to im-
perfections in the boiler.
The arrangement given was, therefore, considered the more practical,
because the furnace in question is not a separate piece of apparatus for
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the purpose of heating gases, but is an integral part of the unit, and the
heat in the gas below steam temperature is simply not available any more
than that in the CO, which would ignite and burn if it were not cooled
by the boiler tubes. On this basis any excess air taken by the furnace
would increase the amount of heat unavailable, and this amount should
TABLE 13.
HEAT BALANCE, BASED ON 1 LB. OF DRY COAL.
Furnace Losses, B. t. u. per Lb. of Dry Coal
e .f at Unavoidable Loss, up to Controllable LossHeating Heat Temperature of Steam
Value of Absorbed
Test 1 Lb. of by
Number Dry Coal Boiler
B. t. u. B. t. u. Due to Due to Due to Due Due to Due toTheoret- Moisture H2 E t C Co
ical i in Excess in ible
Weir t Coal Coal Air Gas in AshDry Gas
Col. No. 96 97 98 99 100 101 102 103
a 50
b 62 186 189 196 198 206 209 211
1 10979 8054 590 257 431 271 106 753
2 11537 7909 617 248 434 398 135 884
3 11629 7433 629 234 439 364 136 1190
4 11815 7327 623 250 446 867 118 704
5 11933 7996 632 252 449 292 97 664
6 11947 7986 637 246 447 201 28 819
7 12408 7327 680 226 472 426 55 926
8 11821 6880 616 230 441 641 47 753
9 12292 7181 667 217 466 641 127 611
10 12335 7889 676 236 469 355 28 451
11 10954 6705 582 210 366 387 14 705
12 11949 7249 647 232 454 379 0 909
13 11876 8297 647 235 455 216 29 894
14 12184 7889 662 231 459 317 39 976
15 11748 7695 624 211 441 547 34 680
16 12186 7414 662 216 461 464 0 728
17 11921 7404 647 213 435 304 22 984
18 11472 7249 607 214 432 267 30 1028
19 12622 8336 691 191 566 221 13 836
20 11179 7210 568 301 482 725 9 305
21 10497 6618 581 335 483 290 59 787
22 12103 7986 652 168 494 346 7 835
23 12153 7297 681 245 526 568 27 1300
24 11985 7695 640 295 496 337 7 574
be charged against the furnace; that part above steam temperature not
absorbed by the boiler should be charged against the latter. The air
leakage loss should be charged to the boiler, because this air went through
the setting, and not through the furnace.
This treatment might have been made slightly more rigid by in-
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cluding the unavoidable losses as a separate set of items charged up to
the unit as a whole, but in this case the efficiency of the unit would not
have been the product of the boiler efficiency and furnace efficiency. Any
arrangement that is made, however, is merely a matter of distribution
and in no way affects the calculation of the losses themselves.
Two items are given in the above heat balance which have not been
TABLE 14.
HEAT BALANCE (CONTINUED).
Boiler Losses, B. t. u. per lb. of Dry Coal
Above Temperature of Steam
Test Radiation,
Number Due to Conduction
Due to Due to Due to De to Air and
Theoretical Moisture H2 Excess Leakage Unaccounted-
Weight of in in AirE for
Dry Gas Coal Coal
Col. No. 104 105 106 107 108 109
a
b 216 218 219 221 224 226
1 203 11 18 93 175 + 17
2 198 9 16 127 146 + 416
3 177 8 15 102 194 + 708
4 236 11 20 329 129 + 755
5 447 21 37 206 381 + 459
6 353 16 29 112 179 + 894
7 417 17 35 261 115 + 1451
8 490 21 41 509 450 + 702
9 463 18 39 445 545 + 872
10 560 23 47 293 241 + 1067
11 596 25 44 397 418 + 505
12 655 28 55 383 603 + 355
13 429 19 36 143 200 + 276
14 467 20 39 224 190 + 671
15 466 19 39 -409 409 + 174
16 590 23 49 414 462 + 703
17 608 24 49 286 502 + 443
18 571 24 48 251 688 + 63
19 645 23 65 206 392 + 437
20 495 31 50 635 374 - 6
21 515 36 52 256 451 + 34
22 606 19 55 322 421 + 192
23 553 25 53 460 544 - 126
24 604 33 56 318 519 + 411
calculated for this set of tests. They are the heat loss due to moisture
carried in by the air, and the heat loss due to the temperature of the
leaving ash. The moisture loss forms a very small percentage, and can
not be determined with any very great degree of accuracy. It is true that
the relative humidity may be found by means of a wet and dry bulb
hygrometer, but this varies through a considerable range in different parts
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of the room, and is so affected by purely local conditions that it was not
considered of much importance.
It was not possible to obtain a satisfactory temperature of the ash.
As it leaves the grate the ash is probably in the neighborhood of 18000
F. Part of this heat, however, is given back to the setting and to the
TABLE 15.
HEAT BALANCE (CONTINUED.)
Furnace Losses, Per Cent of Heat in Dry Coal
Unavoidable Loss,up to Controllable Loss
Temperature of Steam
Heat
Test Absorbed
Number Per Cent Due to Due to Due to Du t Due to Due to
Theoretical Moisture H Due to CO Combusti-
Weight of in in A s in ble in
Dry Gas Coal Coal ir Gas Ash
Col. No. 110 111 112 113 114 115 116
a
b 227 228 229 230 232 233 234
1 73.36 5.37 2.34 3.93 2.47 0.97 6.86
2 68.55 5.35 2.15 3.76 3.45 1.17 7.66
3 63.92 5.41 2.01 3.78 3.13 1.17 10.23
4 62.01 5.27 2.12 3.77 7.34 1.00 5.96
5 67.01 5.30 2.11 3.76 2 45 0.81 5.56
6 66.85 5.33 2.06 3.74 1.68 0.23 6.86
7 59.05 5.48 1.82 3.80 3.43 0.44 7.46
8 58.20 5.21 1.95 3.73 5.42 0.40 6.37
9 58.42 5.43 1.77 3.79 5.21 1.03 4.97
10 63.96 5.48 1.91 3.80 2.88 0.23 3.66
11 61.21 5.31 1.92 3.34 3.53 0.13 6.44
12 60 67 5.41 1.94 3.80 3.17 0.00 7.61
13 69.87 5.45 1.98 3.83 1.82 0.24 7.52
14 64.75 5.43 1.90 3.77 2.60 0.32 8.01
15 65.50 5.31 1.80 3.75 4.66 0.29 5.79
16 60.84 5.43 1.77 3.78 3.81 0.00 5.97
17 62.11 5.43 1.79 3.65 2.55 0.19 8.25
18 63.19 5.29 1.87 3.77 2.33 0.26 8.96
19 66.04 5.47 1.51 4.48 1.75 0.10 6.62
20 64.50 5.08 2.69 4 31 6.49 0.08 2.73
21 63.05 5.53 3.19 4,60 2.76 0.56 7.50
22 65.98 5.39 1.39 4.08 2.86 0.06 6.90
23 60.04 5.60 2.02 4.33 4 67 0.22 10.70
24 64.20 5.34 2.46 4.14 2.81 0.06 4.79
air entering the furnace. The ash leaving the pit was at a temperature
of about 6000 F., but the heat down to this point had not all been utilized
because a large part of it was dissipated through the walls and door of
the pit. The true temperature was probably somewhere between these
two, but owing to the small size of the loss and the uncertainty regard-
ing the temperature it was not considered worth while to calculate the loss.
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Fig. 30 will give some idea as to the relative magnitude of the several
losses. In this figure the heat balances for five typical tests have been
plotted, from which it appears that the controllable losses due to the gases
escaping at a temperature higher than that of the steam are in all cases
less than the unavoidable losses up to the temperature of the steam.
About the only method of diminishing these losses is by reducing the
TABLE 16.
HEAT BALANCE (CONTINUED).
Boiler Losses, Per Cent of Heat in Dry Coal
Above Temperature of Steam
Test Radiation,
Number Due to Conduction
Due to Due to Due to Due to Air and
Theoretical Moisture H2 Excess Leakage Unaccounted-
Weight of in in Air for
Dry Gas Coal Coal
Col. No. 117 118 119 120 121 122
a
b 236 237 238 240 241 242
1 1.85 0.10 0.16 0.85 1.59 0.15
2 1.72 0.08 0.14 1.10 1.27 3.60
3 1.52 0.07 0.13 0.88 1.67 6.08
4 2.00 0.09 0.17 2.78 1.09 6.40
5 3.75 0.18 0.31 1.72 3.19 3.85
6 2.95 0.13 0.24 0.94 1.50 7.50
7 3.37 0.14 0.28 2.10 0.93 11.70
8 4.14 0.18 0.35 4.31 3.81 5.93
9 3.77 0.15 0.32 3.62 4.43 7.09
10 4.54 0.19 0.38 2.38 1.95 8.64
11 5.44 0.23 0.40 3.62 3.82 4.61
12 5.48 0.23 0.46 3.21 5.05 2.97
13 3.62 0.16 0.30 1.20 1.68 2.33
14 3.83 0.16 0.32 1.84 1.56 5.51
15 3.97 0.16 0.33 3.48 3.48 1.48
16 4.84 0.19 0.41 3.40 3.79 5.77
17 5.10 0.20 0.41 2.40 4.21 3.71
18 4.97 0.21 0.42 2.19 6.00 0.54
19 5.12 0.18 0.52 1.63 3.11 3.47
20 4.43 0.28 0.45 5.68 3.35
21 4.91 0.34 0.50 2.44 4.30 0.32
22 5.01 0.16 0.45 2.66 3.48 1.58
23 4.55 0.21 0.44 3.79 4.48
24 5.04 0.28 0.47 2.65 4.33 3.43
excess air and eliminating air leakage, since these are the only factors
which are not at a minimum.
The largest loss seems to be due to the combustible in the ash. In
a general way, however, where this is high, the excess air loss is low,
tests No. 3 and No. 4 indicating this very well.
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Since the unaccounted-for loss includes the effects of various experi-
mental errors, as well as radiation and conduction, it has no definite re-
lation to the other losses. It can be reduced, however, by adequate heat
insulation for the setting.
A study of the boiler efficiency and furnace efficiency in Table 9
will show that these two are very nearly the same, thus indicating that
the losses are about equally distributed between them. This should
afford an easy means of checking them against each other, as any con-
siderable loss in either one would immediately become apparent.
V. TESTS ON WEATHERED COAL.
Five tests were run on weathered coal. As previously stated, this
fuel had been placed in bins in January 1908, and formed part of the
series reported in Engineering Experiment Station Bulletin No. 38,
"The Weathering of Coal," by S. W. Parr and W. F. Wheeler. In Table
17 may be found a statement of the kind of coal, the conditions of stor-
age, heating value, and dust content of this fuel. The data concerning
original size and heating value have been taken from Bulletin No. 38.
From Table 17 it may be seen that from the physical standpoint, and
in heating value, the coal had deteriorated considerably from its original
condition, and that at the time of the tests it was in about the same class as
the Mission Field screenings. A discussion of the physical and chemical
TABLE 17.
DETERIORATION DUE TO WEATHERING.
Jan. 1908 Jan. 1914
Test Per Cent B. t. u. Per Cent B. t. u.per L ebt per Lb.No. How Passing per Lb. Ping ebNCoal Sord a Dry Coal 7 Dry Coal
oScreen Das er cren at Time ofScreen Mining Screen Test
20 Sangamon Co. Nut Open bin 1.2 11800 31.9 11179
21 Sangamon Co. Screenings Coveredbin 26.3 11684 45.1 10497
22 Williamson Co. Nut Covered bin 1.4 12341 13.9 12103
23 Williamson Co. Screenings Covered bin 38.8 12287 42.9 12153
24 Vermilion Co. Nut Open bin 13.6 12412 35.0 11985
properties, however, is outside of the scope of this work, it being con-
cerned merely with the behavior of this fuel when used in a boiler
furnace.
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Since the samples were limited in quantity, these were necessarily
short tests, but every effort was made to maintain uniform conditions,
and particularly to have the fuel bed in the same condition at the start
and close, thus reducing the chances of error as much as possible. An
inspection of the heat balance will prove that no very serious error arose.
As the coal appeared to be covered with a coating of ash or clay, it
was expected that considerable trouble would be experienced in burning
it. This, however, did not prove to be the case. On the first test the
coal banked slightly at the water-back, and the whole amount on the
grate became clinkered. It immediately became evident that in order to
run at all, the coal had to be kept away from the water-back. After the
clinker had been removed, a fresh start was made and care was taken to
keep the fuel bed from four to six inches away from the water-back. When
this was done no further trouble was experienced.
All of the tests on the weathered coal were run with a 7-inch fire
with the exception of test No. 21, which was run with a 61/2 -inch fire
because the coal seemed to be broken up finer than the rest. In all cases
but one the fire burned white and did not require much attention. The
exception was test No. 23. On looking up the firing record, it was
found that on this test the fire was rather cold and gave evidence of
being too thick. It was found also that the fire required considerable
attention, having to be barred and raked much oftener than the rest.
This process, of course, let in air and lowered the CO2. An inspection
of the efficiencies in Table 9 will show that while the boiler efficiency
compares favorably with the rest, the efficiency of the furnace and grate
was low. Also, it appears from the heat balance that the loss due to com-
bustible in the ash was high. A comparison of the dust in this coal
with that in test No. 21 discloses the fact that they were very nearly the
same. In that test a 61/-inch fire was used and the results were satis-
factory. These facts all lead to the conclusion that a 7-inch fire was
too thick in the case of test 23, and that the trouble encountered on this
test should be charged against the lack of experience in handling the
coal, rather than against the coal itself. The capacity obtained was also
lower than in the other weathered coal tests.
A comparison of the draft required for a given rate of combustion
for the weathered coal with that for the Mission Field screenings is made
in Fig. 31. Referring to this figure it becomes evident that more draft
is required to produce a given rate of combustion with the former than
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FIG. 31. DRAFT REQUIRED FOR A GIVEN RATE OF COMBUSTION FOR WEATHERED
COAL AND MISSION FIELD SCREENINGS.
TABLE 18.
COMPARISON OF DUST CONTENT, MISSION
FIELD SCREENINGS AND WEATHERED COAL.
Mission Field Screenings Weathered Coal
Test No. Per Cent Dust Test No. Per Cent Dust
2 34.8 20 31.9
6 19.6 21 45.1
12 40.3 22 13.9
13 26.3 23 42.9
17 24.7 24 35.0
with the latter. That this is not caused by dust in the coal may be
shown by Table 18 and Fig. 18.
The dust content of the coals from which the two curves for the
7-inch fires were plotted is practically the same. In each case there were
one or two tests in which the dust content was high, and the points rep-
resenting these fell higher than the curve; i. e., point 12 was off of the
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curve in Fig. 18, while in Fig. 31 points 21 and 23 were not on the
curve. In Fig. 18 the points of low dust content are below the curve
for 7-inch fires, while in Fig. 31 all the points are above this curve, which
is shown dotted. This seems to lead to the conclusion that the dust is
not responsible for the high draft requirement. A possible explanation
is that this coal is harder to ignite, owing to the partially oxidized con-
dition indicated by the gray coating on the outside, and therefore it
requires more draft than the Mission Field coal for a given rate of
combustion.
The efficiencies obtained from the weathered coal compare very fa-
vorably with those obtained from the Mission Field coal. For the sake of
convenience these have been tabulated for corresponding loads, and are
shown in Table 19. The average for each set is about 64 per cent, the
weathered coal showing an advantage at heavier loads. It is also worthy
of note that greater capacity was obtained with the weathered coal than
with the screenings, the heat value of both being about the same.
On comparing firing sheets, it was also found that on the whole,
when weathered coal was being used, the fires required less attention,
such as slicing and raking, than they did when fresh screenings were
being used.
TABLE 19.
COMPARISON OF BOILER PERFORMANCES ON
MISSION FIELD AND WEATHERED COAL.
Mission Field Coal Weathered Coal
Efficiency of Efficiency of
Test Boiler H. P. Boiler Furnace Test Boiler H. P. Boiler FurnaceNo. Developed and Grate No. Developed and Grate
10 554.0 63.96 20 568.5 64.50
11 569.6 61.21 21 557.2 63.05
12 572.7 60.67 22 727.1 65.98
13 589.0 69.87 23 509.6 60.04
14 555.9 64.75 24 655.0 64.20
15 506.6 65.50
16 644.0 60.84
VI. SUMMARY AND CONCLUSIONS.
General Conclusions.-1. The over-all efficiency of the unit tested,
under the average conditions which prevailed during the tests, and when
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developing in the neighborhood of 550 boiler horsepower, is about 64
per cent.
2. The best thickness of fire for Mission Field screenings is about
7 or 71 inches, depending upon the amount of fine material in the coal.
3. The maximum capacity developed was 768 boiler horsepower.
This was obtained from pea coal with a 7-inch fuel bed and a draft
over the fire of 0.375 inches of water.
4. The best rate of combustion is about 26 pounds of dry coal per
sq. ft. of grate surface per hour. The drafts over the fire required to
give this rate are as follows: 0.18 in. water for a 6-in. fire, 0.22 in. water
for a 7-in fire, 0.29 in. water for an 8-in. fire, and 0.52 in. water for a
91/2 -in. fire.
5. The greatest losses were due to combustible in the ash, excess
air, and air leakage.
6. The smallest loss was that due to the formation of CO.
7. With the exception of the air leakage loss, which can be prac-
tically eliminated without affecting any of the others, the rest of the
losses are to some extent interrelated, and there are certain well defined
limits within which the excess air must be maintained in order to re-
duce the others to a minimum. This is approximately 30 to 40 per cent.
8. The sum of the excess air loss and the loss due to combustible
in the ash was nearly constant. It amounted to about 14 per cent, and
a decrease in one source of loss could be accomplished only by an increase
in the other. Hence the formation of CO was the factor having the
greatest bearing on the extent to which excess air could be reduced. The
latter could be decreased until CO appeared in excess.
9. The percentage of CO2 depends to some extent on the attention
required by the fire. The CO, was low on the tests during which the
side door had to be frequently opened in order to allow barring and
raking of the fire.
10. The form of baffling shown in Fig. 1 and used on these tests
makes the maintenance of high furnace temperatures possible, and re-
duces the amount of smoke formed.
11. This form of baffling gives trouble due to the difficulty in re-
moving the soot which collects in the corner where the first baffle joins
the tile roof of the furnace.
21. Conclusions Relative to Weathered Coal.-12. Burning weath-
ered coal is largely a question of correct handling and ignition. Un-
der these circumstances it gives as good results as fresh screenings. It
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must be borne in mind, however, that the conclusions drawn from the
weathered coal tests are based solely on the burning of this fuel and do
not deal with the deterioration in storage. In making comparisons it
must also be noted that from the physical and chemical standpoint the
original fuel had deteriorated and that at the time it was used it was
on a basis of equality with the Mission Field screenings.
13. Weathered coal requires a little thinner fire and more draft
than fresh screenings.
14. When using weathered coal the fuel bed should not approach
any nearer to the water-back than from 4 to 6 inches, otherwise trouble
with clinker is experienced.
15. Practically as high capacity was obtained with weathered coal
as with the other coals used, and, if anything, the fuel bed required less
attention.
APPENDIX.
FORMULAS AND FORMS FOR CALCULATING BOILER TRIALS.
Owing to the fact that the adding machine probably is the only
type of calculating machine on which more than one mathematical process
can be performed without resetting, it has been considered advantageous
to arrange the code employed in calculating the results of these tests so
that each item contains but one such process, except in the case of addi-
tions. A complicated formula may, therefore, be spread out over a num-
ber of items in the code. This form is convenient when a large number
of tests are to be calculated, in that all like operations are grouped, so
that in many cases a saving can be made in the number of resettings
required on the machine. The code can also be arranged in columnar
form, with the mathematical operation indicated at the head of each
column, and the calculations may be made by a clerk having little knowl-
edge of the technical significance of the processes involved. In such
cases, however, considerable care must be exercised, and plus and minus
signs rigorously observed.
Since, in the main, the methods of calculation recommended in the
American Society of Mechanical Engineers' Boiler Code have been fol-
lowed, it will not be necessary to discuss all of the items. In some cases,
however, a departure has been made, and it has been thought advisable
to take up these items and discuss the methods and formulas used in their
calculation. In the following discussion the numbers refer to the cal-
culating code given on pages 62 to 72.
Item 29. Weight of Combustible Consumed.
It is usual to regard all of the coal as combustible, after deducting
the ash and moisture. This being the case, the weight of combustible
fired n the grates is W ( -- in which W is the weight of dry
100
coal and a the percentage of ash taken from the analysis of the dry coal.
Of this combustible, part goes through the grate in the form of uncon-
sumed carbon. No essential error is made in regarding all of the com-
SWcebustible in the ash as carbon. Then the actual weight is M , where W1100
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is the actual weight of ash and refuse, and c is the percentage of carbon
taken from an analysis of the ash and refuse. Therefore:
Sa Wlc
Item 29 W 1- - --. Item 29 is sometimes simply taken as the100 100
difference, (W - W,). This is in error, however, because all of the ash
coming from the coal consumed may not appear in the weighed ash and
refuse, for part of it is carried over the bridge wall in the form of fine
dust. A larger source of error, however, is due to the fact that the fuel
bed itself may contain more or less ash at the close than it did at the start
of the test. Owing to this cause it is found that the result obtained by
the simple subtraction is sometimes greater and at other times less than
that obtained by making use of the analyses as outlined above.
Items 31 to 55. Coal analyses.
Where analyses are made direct on the samples of coal as fired, and
both proximate and ultimate analyses reported by the chemist, the cal-
culations included here are unnecessary. In the present case, however,
the samples were partly dried before they were sent to the chemist, and
the ultimate analyses were calculated from the individual proximate
analyses and a composite ash, sulphur, and'moisture free analysis.
In order to reduce the analyses as reported by the chemist to terms
of coal as fired, each constituent had to be multiplied by the factor,
per cent moisture lost before analysis(1- 10 )
100
The separate ultimate analyses were then obtained by multiplying
each constituent in the composite ash, sulphur, and moisture free analysis
by the factor,
per cent ash in dry coal+per cent sulphur in dry coal),(1- ),whichwasob-100
tained from the individual proximate analyses. The ash and sulphur in
the dry coal were obtained by dividing the ash and sulphur in coal as
fired by the factor,
per cent moisture in coal as fired
( 1 -- 100
Item 110. Corrected total weight of water fed to boiler.
The ultimate object of a boiler trial is to find the relation existing
between the heat taken up by the boiler, and the heat supplied in the coal.
It is, therefore, in reality a heat analysis. Since, however, items are not
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included in the standard code whereby these heat quantities may be
separately tabulated, any heat with which the boiler is debited or credited
that is not directly included in the weight of coal or water must be re-
duced to terms of one of these two, and added to or subtracted from the
actual weighed amount. In order to put them into shape so that they
may be conveniently handled in subsequent calculations, the usual method
is to reduce all such quantities to terms of water. The following are
some of the items that must be taken account of in this manner: (1)
difference in water level at the start from that at the end of a test,
(2) difference in pressure at the start from that at the end, (3) leak-
age from blow-off, etc., (4) heat going into the circulating water from
the water-back in case it is not returned to the feed water at a point
closer to the boiler than that at which the temperature of the latter is
taken. Of these, No. 1 and No. 2 can be combined and treated under
two heads.
Let W = weight of water in the boiler.
q = heat of the liquid.
r = latent heat of steam.
x = quality of steam.
Also let the subscript 1 refer to initial, the subscript 2 to the final,
and the subscript 0 to average conditions in the boiler, and the subscript
3 to feed water conditions.
If the water level is higher at the close than at the start, the heat
that has gone into the excess water, and into the change in the heat of
the liquid due to the change in pressure, is the difference between the
total heat in the water in the boiler at the close and that at the start.
Or, taking all heat quantities above that of the liquid at feed water tem-
perature it is:
W (q2 -q ) -W 1 (q-- q).
The water that this amount of heat would have evaporated into steam
S W2, (q2 - q8) - W, 1 (q,- q3)
as generated is;
q0 + xoro - q3
This should be credited back to the boiler, after the difference be-
tween final and initial weights of water has been subtracted; or writing
the total correction to automatically take care of signs, and calling the
correction W',
W.+ (q2- q) - W (q, - )
' = (W, - W, + ............. I
go + zoro - 49
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The case in which the water level is lower at the close than at the
start is somewhat different from the above. In this event, all of the water
in the boiler at the close of the test has been changed from a heat state
represented by q,, to one represented by q,, while a weight corresponding
to (W,- W2 ) has been evaporated. Since we do not know the exact
conditions under which the latter took place, about the only assumption
warranted is that it took place under the average conditions of the test.
The total heat change to be taken into account then is:
W2 (q 2 - q2) + (W, - W.) (q 0 + x 0,r - q1 ).
Calling the equivalent amount of water, or the correction, W",
w w 2 (2 - q1 ) + (W - W,) (q 0 + x - q) . . .. . . . . . . . .
qo + 0oro - q3
On expanding equations I and II, and collecting the terms, it be-
comes evident that they both reduce to the same expression, which is:
T,, (qo + xoro - -) W2 ( 0 +±x or o - 2) . . .W"" = W1 ( o  z - q,) - w. q. +Xoro- q) ... . ..... .... .. III
q0 + zro- q3
Equation III has been made use of in the code for the combined cor-
rections for changes in pressure and water levels. In case a blow-off leaks,
or hot water is lost from any other point in the boiler, the heat loss may
easily be seen to be W, (q, - q), in which W4 = the weight of water leak-
ing out. The correction then is:
w" W, (qo- q,)
w Lv= o + -x ro - 9q ]-
If the water back forms part of the circulating system of the boiler,
or the water is returned at a point nearer to the boiler than that at which
the temperature of the feed water is read, no account need be taken of it.
If this is not the case, however, the water back should be regarded as
part of the heating surface of the boiler, and the heat going to it credited
to the latter.
Let W5 = weight of water going through the water back, and ti its
initial and tf its final temperature. Then the correction, W', is
W. (t, - t,)
qo+ xro - q,
Designating by W the total amount of water weighed to boiler, cor-
rected for tank levels and items which do not include heat quantities,
Item 110 = W + W'" + WI + Wv .
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Item 111. Factor of evaporation.
In this code the water evaporated has not been reduced to dry steam
and the dry steam then reduced to equivalent evaporation, but the reduc-
tion from steam as generated to equivalent evaporation has been made
in one step, making use of the "total" or "true" factor of evaporation):
o + -- oro - qs
970.4
in which F = factor of evaporation, qo = heat of the liquid at boiler
pressure, x, = quality of steam, r, = latent heat at boiler pressure, and
q3 = heat of the liquid at feed water temperature.
Item 126. Heat available for use by the boiler.
The heat available for use by the boiler has been regarded as all of
the heat in the gas leaving the furnace, computed above the temperature
of the steam in the boiler. This is equal to the heating value per pound
of dry coal minus the furnace losses per pound of dry coal, up to the
temperature of the steam in the boiler.
Item 13S. Efficiency of boiler, furnace, and grates, based on zero
air leakage.
This is an hypothetical quantity that permits of no rigid solution,
and has been partly discussed on page 21. Of a number of possible
assumptions the following seem to be the most tenable. All of the heat
supplied to the boiler comes from the heat in the coal (H). A certain
portion of this (H,) is absorbed by the water in the boiler, and the rest
goes to losses, of which the air leakage loss (H,) is one. If there had
been no loss due to air leakage, the heat (H,) would have been available
for absorption by the water. Since this process would not have taken
place at 100 per cent efficiency, it seems reasonable to assume that it
would have done so at the efficiency of the boiler alone. If we designate
the latter by (e), then the probable heat absorption would have been:
Hi + eh ,
H, + eH2, and Item 133 -- H e--.H
Item 153. Theoretical weight of dry gas per lb. of dry coal.
Theoretically the gas given off per lb. of dry coal should consist of
the sum of the products of combustion of the carbon and sulphur in the
coal, plus the nitrogen carried in with the air necessary for the complete
combustion of all the combustible constituents, including the hydrogen,
plus the nitrogen in the coal. Since some of the oxygen for combustion
came from the free 02 in the coal, the nitrogen equivalent of this should
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be deducted from the above. Letting C = per cent carbon in dry coal,
8 = per cent sulphur, H 2 = per cent hydrogen, N, = per cent nitrogen,
and 02 = per cent oxygen, the corresponding weights of each constituent
in the dry coal will be 1/100 of each of the above.
From the stoichiometric relations, the sum of these products of com-
bustion may now be deduced, or
Item 153 = 0.1261 (C) + 0.0535 (8) + 0.268 (F2) + 0.01 (N 2) -
0.0335 (02).
Item 162. Actual weight of dry gas per lb. of dry coal.
This calculation is based on the fact that all of the carbon in the
coal which was actually burned, appears in the gas.
If CO,, CO, and 02 represent the parts by volume of the constituents
in a given volume of flue gas, the parts by weight may be found by mul-
tiplying the above by their corresponding molecular weights. The sum
of these relative weights in the flue gas is, 44 (CO,) + 28 (CO + N,) +
32 (OS). The relative weight of the C in the same volume is 12 (CO, +
CO). Hence the weight of gas per lb. of carbon consumed is:
44 (CO2) + 28 (CO + N2 ) + 32 (02)
12 (CO, + CO)
11 (CO,) + 7' (CO + N 2) + 8 (0,)
3 (CO2 +CO)
Since N2 is always determined by difference: N, =100 - (CO, +
CO + 0,), and the above reduces to: weight of gas per lb. carbon con-
4 (CO,) + O + 700
sumed -
3 (CO, + CO)
Let W1 = weight of dry coal fired, W2 = weight of ash and refuse,
(a) = per cent carbon in dry coal and (b) per cent carbon in ash. Then
the weight of carbon actually consumed per lb. of dry coal=
0.01W,a 
-0.01 IW2 1b
, and Item 162 =
W1
0.01 (Wa - Wb) [4 (CO,) + O, + 700
W, 3 (CO, + CO)
This is slightly in error due to the fact that 80 is formed from the
sulphur in the coal. Part of this is absorbed by the water in the sampling
apparatus, while some of it probably goes into the KOH pipette, and thus
appears in the analysis as CO2. It would be rather difficult to determine
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the exact distribution of these two. However, a simple calculation will
show that the maximum error due to this source does not exceed 0.2 per
cent.
Item 174. Theoretical weight of air per lb. of dry coal.
This can be calculated directly from the stoichiometric relations
and the analysis of the coal.
If C, H2 , 8, and O, represent the percentage by weight of the vari-
ous constituents in the coal, then the weight of 02 required is 0.0267 (C)
+ 0.08 (H 2) + 0.01 (8) - 0.01 (0,), and,
0.0267 (C) + 0.08 (H 2 ) + 0.01 (8) - 0.01 (0,)Item 174- =0.23
0.116 (C) + 0.348 (H,) + 0.0435 (S-02).
Item 177. Actual weight of air per lb. of dry coal.
All of the N2 appearing in the gas, with the exception of that already
in the coal, came from the air taken into the furnace. By a line of rea-
soning similar to that discussed under Item 162, it may be shown that
7' (N,)the weight of N 2 per lb. of carbon consumed 3 (CO2 + CO)
N,
Then the weight of air per lb. of carbon consumed =-- N
0.33 (CO + CO)
Taking the weight of carbon consumed per lb. of dry coal from the dis-
cussion under Item 162,
Item 177 [0.01 (W,a - Wb) 1
S0.33 (CO + CO)
FORMS FOR CALCULATING BOILER TRIALS.
(1) Test number.
(2) Date.
(3) Duration, hrs.
(4) Grate surface, sq. ft.
(5) Water heating surface, sq. ft.
(6) Barometer reading, inches of Hg.
(7) Atmospheric pressure, Ib. per sq. in.; 0.491 (Item 6).
(8) Steam pressure, lb. per sq. in. gage.
(9) Steam pressure, lb. per sq. in. absolute; (Item 8) + (Item 7).
(10) Draft between damper and boiler, in. water.
(11) Draft at end of 3rd pass, in. water.
(12) Draft between 1st and 2nd pass, in. water.
(13) Draft at end of combustion chamber, in. water.
(14) Draft over fire in furnace, in. water.
(15) Draft in ash pit, in. water.
(16) Temperature of outside air, deg. F.
(17) Temperature of fire room, deg. F.
(18) Temperature of steam, deg. F.
(19) Temperature of feed water, at boiler, deg. F.
(20) Temperature of ash, deg. F.
(21) Temperature of gas escaping from boiler, deg. F.
(22) Weight of coal.fired, lb.
Item 41(23) (1 - 100 )
(24) Weight of dry coal fired, lb.; (Item 22) (Item 23).
(25) Total ash and refuse, lb.
Item 55(26) (1 - 100 )
(27) Weight of combustible fired, lb.; (Item 24) (Item 26).
(28) Weight of carbon in ash, lb.; (Item 25) (Item 56)
100
(29) Weight of combustible consumed, lb.; (Item 27) - (Item 28).
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(Item 25)(30) Per cent ash and refuse in dry coal; (Item 2 ) X 100.(Item 24)
PROXIMATE ANALYSIS (COAL AS RECEIVED BY CHEMIST).
(31) Fixed carbon, per cent.
(32) Volatile, per cent.
(33) Moisture, per cent.
(34) Ash, per cent.
(35) Sulphur (separately determined), per cent.
(36) Moisture loss previous to sending to chemist, per cent.
S1 (Item 36)(37) 1 100100
PROXIMATE ANALYSIS (COAL AS FIRED).
(38) Fixed carbon, per cent; (Item 37) (Item 31).
(39) Volatile, per cent; (Item 37) (Item 32).
(40) Moisture (as received by chemist reduced to coal as fired), per
cent; (Item 37) (Item 33).
(41) Total moisture in coal as fired, per cent; (Item 40) + (Item 36).
(42) Ash, per cent; (Item 37) (Item 34).
(43) Sulphur (separately determined), per cent; (Item 37) (Item
35).
ULTIMATE ANALYSIS (ASH, MOISTURE, AND SULPHUR FREE COAL).
(44) Carbon, per cent.
(45) Hydrogen, per cent.
(46) Oxygen, per cent.
(47) Nitrogen, per cent.
(48) (Item 54) + (Item 55).
49) 1 (Item 48)(49) 1- 100
ULTIMATE ANALYSIS (DRY COAL).
(50) Carbon (C), per cent; (Item 49) (Item 44).
(51) Hydrogen (H 2), per cent; (Item 49) (Item 45).
(52) Oxygen (0,), per cent; (Item 49) (Item 46).
(53) Nitrogen (N 2 ), per cent; (Item 49) (Item 47).
(54) Sulphur (S), per cent; (Item 43)(Item 23)
(Item 42)(55) Ash, per cent; (tem 2
(Item 23)
(56)
(57)
(58)
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ANALYSIS OF ASH (DRY).
Carbon, per cent.
Earthy matter, per cent.
(Item 24)Dry coal fired per hour, lb.; (Item )(Item 3)
(Item 29).(59) Combustible consumed per hour, lb.; (Item 29)(Item 3)
(60) Dry coal per sq. ft. of grate surface per hour, lb.; (Item 4)(Item 4)
(61) Combustible per sq. ft. of water heating surface per hour, lb.;
(Item 59)
(Item 5)
(62) Calorific value per lb. of dry coal, by calorimeter, B. t. u.
(63) Calorific value per lb. of combustible, by calorimeter, B. t. u.;
(Item 62)
(Item 26)
(64) Temperature in atmospheric side of calorimeter, deg. F.
(65) Superheat in calorimeter, deg. F; (Item 64) - 211.5.
(66) Quality of steam (xo) ; from Marks and Davis chart.
(67) Total weight of water, from weighing tanks, lb.
(68) Initial height in feed tank, in.
(69) Final height in feed tank, in.
(70) (Item 68) - (Item 69).
(71) Weight of water per inch of tank, lb.
(72) Feed tank correction; (Item 70) (Item 71).
(73) Initial height of water in gage glass, in.
(74) Final height of water in gage glass, in.
(75) Initial steam pressure, lb. per sq. in. gage.
(76) Initial steam pressure, lb. per sq. in. absolute; (Item 75) +
(Item 7).
(77) Final steam pressure, lb. per sq. in. gage.
(78) Final steam pressure, lb. per sq. in. absolute;
(Item 7).
(79) Density of water at initial pressure, lb. per cu. ft.
(80) Density of water at final pressure, lb. per cu. ft.
(81) Initial volume of water in boiler, cu. ft.
(82) Final volume of water in boiler, cu. ft.
(Item 77) +
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(83) Initial weight of water in boiler (W 1), lb.; (Item 79) (Item
81).
(84) Final weight of water in boiler (W 2), lb.; (Item 80) (Item 82).
(85) Heat of the liquid at initial steam pressure (q,), B. t. u.
(86) Heat of the liquid at final steam pressure (q2), B. t. u.
(87) Heat of the liquid at average steam pressure (qo), B. t. u.
(88) Heat of the liquid at feed water temperature (q,), B. t. u.
(89) Latent heat at average steam pressure (r,), B. t. u.
(90) Weight of water to water-back, lb.
(91) Temperature of water entering water-back, deg. F.
(92) Temperature of water leaving water-back, deg. F.
(93) Total weight of hot water leakage from blow-offs, etc., lb.
(94) x0ro; (Item 66) (Item 89).
(95) go + zor; (Item 94) + (Item 87).
(96) q.o+x or - q; (Item 95) - (Item 85).
(97) W, (qo + zr o - q) ; (Item 83) (Item 96).
(98) q + xoro - q,; (Item 95) - (Item 86).
(99) W2 (qo + zxro - q2 ) ; (Item 84) (Item 98).
(100) W, (qo + xor o - q,) - W, (q0 + xor - q2) ; (Item 97) - (Item
99).
(101) q0 + xro -qs; (Item 95) - (Item 88).
(Item 100)(102) Correction for pressure and boiler level, lb.; (Item 10)(Item 101)
(103) (Item 9) -(Item 91).
(104) (Item 90) (Item 103).
(105) Water-back correction; (Item 104)(Item 101)
(106) (Item 87) - (Item 88).
(107) (Item 106) (Item 93).
(108) Steam equivalent of blow-off leak; (Item 107)(Item 101)
(109) Correction for leakage from blow-off, etc.; (Item 93) - (Item
108).
(110) Total weight of water to boiler, corrected; (Item 67) + (Item
72) + (Item 102) + (Item 105) + (Item 109).
(Item 101)(111) Factor of evaporation; (Item 101)970.4
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(112) Equivalent evaporation from and at 212° F., lb.;
(Item 110) (Item 111).
(113) Equivalent evaporation per hr., lb.; (Item 112)
(Item 3)
(114) Equivalent evaporation per sq. ft. of water heating surface per
hr., lb.; (Item 113)
(Item 5)
(Item 113)(115) Horsepower developed; 34.534.5
(116) Builder's rated horsepower.
(117) Percentage of builder's rating developed, per cent;
(Item 115) 00(Item 116)
(Item 110)(118) Water apparently evaporated per lb. of coal fired, lb.; (Ite  1)(Item 22)
(119) Equivalent evaporation per lb. of coal fired, lb.; (em 12)(Item 22)
(120) Equivalent evaporation per lb. of dry coal, lb.; (Item 112)(Item 24)
(121) Equivalent evaporation per lb. of combustible consumed, lb.;
(Item 112)
(Item 29)
(122) Heat absorbed by boiler per lb. of combustible consumed, B. t. u.;
970.4 (Item 121).
(123) Efficiency of boiler and furnace excluding grate, per cent;
(Item 122)
(Item 63)
(124) Efficiency of boiler, furnace, and grate, per cent;
100 (Item 186)
(Item 62)
(125) (Item 189) + (Item 196) + (Item 198) + (Item 204) + (Item
206) + (Item 209) + (Item 211) + (Item 214).
(126) Heat available for use by boiler, B. t. u.; (Item 62) - (Item
125).
(Item 126)(127) Efficiency of furnace and grate, per cent; 100 (Item 126)(Item 62)
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(Item 186)(128) Efficiency of boiler, per cent; 100 (Ite  )(Item 126)
(129) (Item 62) - (Item 211).
(130) Efficiency of furnace, per cent; 100 (Item 126)(Item 129)
(131) (Item 224) (Item 128)( 1 3 1 )
---- 1 0 ---100
(132) (Item 186) + (Item 131).
(133) Over-all efficiency based on zero air leakage, per cent;
100 (Item 132)
(Item 62)
(134) Cost of coal per ton of 2,000 lb., dollars.
(135) Tons of coal per 1,000 lb. of water apparently evaporated;
0.5
(Item 118)
(136) Cost of coal to evaporate 1,000 lb. of water under observed con-
ditions, dollars; (Item 134) (Item 135).
(137) Tons of coal per 1,000 lb. of water evaporated from and at 2120F.;
0.5
(Item 119)
(138) Cost of coal to evaporate 1,000 lb. of water from and at 21 02F.,
dollars; (Item 134) (Item 137).
ANALYSIS OF DRY GAS AT FURNACE.
(139) CO,, per cent.
(140) O,, per cent.
(141) CO, per cent.
(142) N, (by difference), per cent.
ANALYSIS OF DRY GAS AT FLUE.
(143) CO , per cent.
(144) 0,, per cent.
(145) CO, per cent.
(146) N, (by difference), per cent.
(147) 0.1261 (Item 50).
(148) 0.0535 (Item 54).
(149) 0.268 (Item 51).
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(150)
(151)
(152)
(153)
(154)
(155)
(156)
(157)
(158)
(159)
(160)
(161)
0.01 (Item 53).
0.0335 (Item 52).
(Item 147) + (Item 148) + (Item 149) + (Item 150).
Theoretical dry gas for complete combustion per lb. of dry coal,
lb.; (Item 152) - (Item 151).
4 (Item 139).
(Item 154) + (Item 140) + 700.
(Item 139) + (Item 141).
3 (Item 156).
Actual weight of dry gas per lb. of carbon consumed, at furnace,
(Item 155)
S(Item 157)
(Item 24) (Item 50)Total weight of carbon fired, lb.; (Itm 2) ( m100
Weight of carbon consumed, lb.; (Item 159) - (Item 28).
Weight of carbon consumed per lb. of dry coal fired, lb.;
(Item 160)
(Item 24)
(162) Actual weight of gas per lb. of dry coal, at furnace, lb.; (Item
161) (Item 158).
(163) 4 (Item 143).
(164) (Item 163) + (Item 144) + 700.
(165) (Item 143) + (Item 145).
(166) 3 (Item 165).
(167) Actual weight of gas per lb. of carbon consumed, at flue, lb.;
(Item 164)
(Item 166)
(168) Actual weight of dry gas per lb. of dry coal, at flue, lb.; (Item
161) (Item 167).
(169) 0.116 (Item 50).
(170) 0.348 (Item 51).
(171) (Item 52)- (Item 54).
(172) 0.0435 (Item 171).
(173) (Item 169) + (Item 170).
(174) Theoretical weight of air per lb. of dry coal, for complete combus-
tion, lb.; (Item 173) - (Item 172).
(17'5) 0.33 (Item 156).
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(176) Actual weight of air per lb. of carbon consumed, at furnace, lb.;
(Item 142)
(Item 175)
(177) Actual weight of air per lb. of dry coal, at furnace, lb.; (Item
161) (Item 176).
(178) 0.33 (Item 165).
(179) Actual weight of air per lb. of carbon consumed, at flue, lb.;
(Item 146)
(Item 178)
(180) Actual weight of air per lb. of dry coal, at flue, lb.; (Item 161)
X (Item 179).
(181) Weight of air leakage, per lb. of dry coal, lb.; (Item 180) -
(Item 177).
(182) Weight of excess air per lb. of dry coal, at furnace, lb.; (Item
177) - (Item 174).
(Item 182)(183) Per cent excess air, at furnace; 100 (Item )(Item 174)
(184) Weight of excess air per lb. of dry coal, at flue, lb.; (Item 180)
- (Item 174).
(Item 184)(185) Per cent excess air, at flue; 100 Item (Item 174)
HEAT BALANCE.
(186) Heat absorbed by boiler per lb. of dry coal, B. t. u.; 970.4 (Item
120).
(187) (Item 18) - (Item 17).
(188) 0.24 (Item 153).
(189) Loss due to theoretical gas up to temperature of steam, B. t. u.;
(Item 188) (Item 187).
(190) 212 - (Item 17).
(191) (Item 18) - 212.
(192) 0.5 (Item 191).
(193) 970.4 + (Item 190) + (Item 192).
(194) 0.01 (Item 22) (Item 41).
(195) (Item 194)
(Item 24)
(196) Loss due to moisture in coal, up to steam temperature, B. t. u.;
(Item 195) (Item 193).
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(197) 0.09 (Item 51).
(198) Loss due to H 2 in coal, up to steam temperature, B. t. u.;
(Item 197) (Item 193).
(199) Wet bulb reading, deg. F.
(200) Dry bulb reading, deg. F.
(201) Grains of moisture per lb. of air (from Carrier's chart).
(Item 201)(202) Lb. moisture per lb. air;Itm 207,000
(203) Moisture from air per lb. dry coal, lb.; (Item 177) (Item 202).
(204) Loss due to moisture in air, up to steam temperature, B. t. u.;
(Item 203) (Item 193).
(205) 0.24 (Item 182).
(206) Loss due to excess air, up to steam temperature, B. t. u.; (Item
205) (Item 187).
207 (Item 145)
(Item 165)
(208) 10,140 (Item 207).
(209) Loss due to CO formed, B. t. u.; (Item 208) (Item 161).
21 (Item 28)
(Item 24)
(211) Loss due to combustible in ash, B. t. u.; 14,540 (Item 210).
(212) (Item 20) - (Item 17).
(213) 0.28 (Item 212).
(214) Loss due to temperature of leaving ash and refuse, B. t. u.;
0.01 (Item 30) (Item 213).
(215) (Item 21) - (Item 18).
(216) Loss due to theoretical dry gas, above steam temperature, B.
t. u.; (Item 215) (Item 188).
(217) 0.5 (Item 215).
(218) Loss due to moisture in coal, above steam temperature, B. t. u.;
(Item 195) (Item 217).
(219) Loss due to H, in coal, above steam temperature, B. t. u.; (Item
197) (Item 217).
(220) Loss due to moisture in air, above steam temperature, B. t. u.;
(Item 203) (Item 217).
(221) Loss due to excess air, above steam temperature, B. t. u.; (Item
215) (Item 205).
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(222) (Item 21) - (Item 17).
(223) 0.24 (Item 222).
(224) Loss due to air leakage, total, B. t. u.; (Item 181) (Item 223).
(225) (Item 186) + (Item 216) + (Item 218) + (Item 219) + (Item
220) + (Item 221) + (Item 224).
(226) Radiation, conduction, and unaccounted-for loss, B. t. u.; (Item
126) - (Item 225).
100 (Item 186)(227) Heat absorbed by boiler, per cent; (Im(Item 62)
(228) Loss due to theoretical gas, up to steam temperature, per cent;
100 (Item 189)
(Item 62)
(229) Loss due to moisture in coal, up to steam temperature, per cent;
100 (Item 196)
(Item 62)
(230) Loss due to H2 in coal, up to steam temperature, per cent;
100 (Item 198)
(Item 62)
(231) Loss due to moisture in air, up to steam temperature, per cent;
100 (Item 204)
(Item 62)
(232) Loss due to excess air, up to steam temperature, per cent;
100 (Item 206)
(Item 62)
100 (Item 209)(233) Loss due to CO formed, per cent; (Im(Item 62)
100 (Item 211)(234) Loss due to combustible in ash, per cent;  t  (Item 62)
(235) Loss due to temperature of ash and refuse, per cent;
100 (Item 214)
(Item 62)
(236) Loss due to theoretical gas, above steam temperature, per cent;
100 (Item 216)
(Item 62)
(237) Loss due to moisture in coal, above steam temperature, per cent;
100 (Item 218)
(Item 62)
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(238) Loss due to H 2I in coal, above steam temperature, per cent;
100 (Item 219)
(Item 62)
(239) Loss due to moisture in air, above steam temperature, per cent;
100 (Item 220).
(Item 62)
(240) Loss due to excess air, above steam temperature, per cent;
100 (Item 221).
(Item 62)
100 (Item 224)(241) Loss due to air leakage, total, per cent; (Im(Item 62)
(242) Radiation, conduction, and unaccounted-for loss, per cent;
100 (Item 226).
(Item 62)
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Bulletin No. 15. How to Burn Illinois Coal Without Smoke, by L. P. Breckenridge.
1908. Twenty-five cents.
Bulletin No. M6. A Study of Roof Trusses, by N. Clifford Ricker. 1908. Fifteen cents.
Bulletin No. 17. The Weathering of Coal, by S. W. Parr, N. D. Hamilton, and W. F.
Wheeler. 1908. None available,
Bulletin No. r1. The Strength of Chain Links, by G. A. Goodenough and L. E. Moore.
1908. Forty cents.
Bulletin No. 19. Comparative Tests of Carbon, Metallized Carbon and Tantalum Fila-
ment Lamps, by T. H. Amrine. 1908. None available.
Bulletin No. 2o. Tests of Concrete and Reinforced Concrete Columns, Series of 1907,
by Arthur N. Talbot. 1908. None available.
Bulletin No. 21. Tests of a Liquid Air Plant, by C. S. Hudson and C. M. Garland.
1908. Fifteen cents.
Bulletin No. 22. Tests of Cast-Iron and Reinforced Concrete Culvert Pipe, by Arthur
N. Talbot. 1908. None available.
Bulletin No. 23. Voids, Settlement, and Weight of Crushed Stone, by Ira O. Baker.
1908. Fifteen cents.
*Bulletin No. 24. The Modification of Illinois Coal by Low Temperature Distillation,
by S. W. Parr and C. K. Francis. 1908. Thirty cents.
Bulletin No. 25. Lighting Country Homes by Private Electric Plants, by T. H. Amrine.
1908. Twenty cents.
Bulletin No. 26. High Steam-Pressures in Locomotive Service. A Review of a Report
to the Carnegie Institution of Washington, by W. F. M. Goss. 1908. Twenty-five cents.
Bulletin No. 27. Tests of Brick Columns and Terra Cotta Block Columns, by Arthur
N. Talbot and Duff A. Abrams. 1909. Twenty-five cents.
Bulletin No. 28. A Test of Three Large Reinforced Concrete Beams, by Arthur N.
Talbot. 1909. Fifteen cents.
Bulletin No. M9. Tests of Reinforced Concrete Beams: Resistance to Web Stresses,
Series of 1907 and 1908, by Arthur N. Talbot. 1909. Forty-five cents.
*Bulletin No. 30. On the Rate of Formation of Carbon Monoxide in Gas Producers, by
J. K. Clement. L. H. Adams, and C. N. Haskins. 1909. Twenty-five cents.
*Bulletin No. 31. Fuel Tests with House-heating Boilers, by J. M. Snodgrass. 1909.
Fifty-five cents.
Bulletin No. 32. The Occluded Gases in Coal, by S. W. Parr and Perry Barker. 1909.
Fifteen cents.
Bulletin No. 33. Tests of Tungsten Lamps, by T. H. Amrine and A. Guell. 1909.
Twenty cents.
*Bulletin No. 34. Tests of Two Types of Tile-Roof Furnaces under a Water-Tube
Boiler, by J. M. Snodgrass. 1909. Fifteen cents.
Bulletin No. 35. A Study of Base and Bearing Plates for Columns and Beams, by
N. Clifford Ricker. 1909. Twenty cents.
*Bulletin No. 36. The Thermal Conductivity of Fire-Clay at High Temperatures, by
J. K. Clement and W. L Egy. 1909. Twenty cents.
Bulletin No. 37. Unit Coal and the Composition of Coal Ash, by S. W. Parr and W. F.
Wheeler. 1909. Thirty-five cents.
*A limited number of copies of those bulletins which are starred are available for free
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*Bulletin No. 38. The Weathering of Coal, by S. W. Parr and W. F. Wheeler. 1909.
Twenty-five cents.
*Bulletin No. 3p. Tests of Washed Grades of Illinois Coal, by C. S. McGorney. 1909.
Seventy-five cents.
Bulletin No. 40. A Study in Heat Transmission, by J. K. Clement and C. M. Garland.
1910. Ten cents.
*Bulletin No. 41. Tests of Timber Beams, by Arthur N. Talbot. 1910. Twenty cents.
*Bulletin No. 42. The Effect of Keyways on the Strength of Shafts, by Herbert F.
Moore. 1910. Ten cents.
Bulletin No. 43. Freight Train Resistance, by Edward C. Schmidt. 1910. Seventy-
five cents.
*Bulletin No. 44. An Investigation of Built-up Columns Under Load, by Arthur N.
Talbot and Herbert F. Moore. 1911. Thirty-five cents.
*Bulletin No. 45. The Strength of Oxyacetylene Welds in Steel, by Herbert L. Whitte-
more. 1911. Thirty-five cents.
*Bulletin No. 46. The Spontaneous Combustion of Coal, by S. W. Parr and F. W.
Kressmann. 1911. Forty-five cents.
*Bulletin No. 47. Magnetic Properties of Heusler Alloys, by Edward B. Stephenson.
1911. Twenty-five cents.
*Bulletin No. 48. Resistance to Flow Through Locomotive Water Columns, by Arthur
N. Talbot and Melvin L. Enger. 1911. Forty cents.
*Bulletin No. 49. Tests of Nickel-Steel Riveted Joints, by Arthur N. Talbot and Her-
bert F. Moore. 1911. Thirty cents.
*Bulletin No. 50. Tests of a Suction Gas Producer, by C. M. Garland and A. P. Kratz.
1912. Fifty cents.
*Bulletin No. 51. Street Lighting, by J. M. Bryant and H. G. Hake. 1912. Thirty-
five cents.
*Bulletin No. 52. An Investigation of the Strength of Rolled Zinc, by Herbert F.
Moore. 1912. Fifteen cents.
*Bulletin No. 53. Inductance of Coils, by Morgan Brooks and H. M. Turner. 1912.
Forty cents.
*Bulletin No. 54. Mechanical Stresses in Transmission Lines, by A. Guell. 1912.
Twenty cents.
*Bulletin No. 55. Starting Currents of Transformers, with Special Reference to Trans-
formers with Silicon Steel Coies, by Trygve D. Yensen. 1912. Twenty cents.
*Bulletin No. 56. Tests of Columns: An Investigation of the Value of Concrete as
Reinforcement for Structural Steel Columns, by Arthur N. Talbot and Arthur R. Lord. 1912.
Twenty-five cents.
*Bulletin No. 57. Superheated Steam in Locomotive Service. A Review of Publication
No. 127 of the Carnegie Institution of Washington, by W. F. M. Goss. 1912. Forty cents.
*Bulletin No. 58. A New Analysis of the Cylinder Performance of Reciprocating En-
gines, by J. Paul Clayton. 1912. Sixty cents.
*Bulletin No. 59. The Effect of Cold Weather Upon Train Resistance and Tonnage
Rating, by Edward C. Schmidt and F. W. Marquis. 1912. Twenty cents.
*Bulletin No. 6o. The Coking of Coal at Low Temperatures, with a Preliminary Study
of the By-Products, by S. W. Parr and H. L. Olin. 1912. Twenty-five cents.
*Bulletin No. 6r. Characteristics and Limitations of the Series Transformer, by A. R.
Anderson and H. R. Woodrow. 1913. Twenty-five cents.
Bulletin No. 6s. The Electron Theory of Magnetism, by Elmer H. Williams. 1913.
Thirty-five cents.
*Bulletin No. 63. Entropy-Temperature and Transmission Diagrams for Air, by C. R.
Richards. 1918. Twenty-five cents.
*Bulletin No. 64. Tests of Reinforced Concrete Buildings Under Load, by Arthur N.
Talbot and Willis A. Slater. 1913. Fifty cents.
*Bulletin No. 65. The Steam Consumption of Locomotive Engines from the Indicator
Diagrams, by J. Paul Clayton. J913. Forty cents.
Bulletin No. 66. The Properties of Saturated and Superheated Ammonia Vapor, by G.
A. Goodenough and William Earl Mosher. 1913. Fifty cents.
Bulletin No. 67. Reinforced Concrete Wall Footings and Column Footings, by Arthur
N. Talbot. 1913. Fifty cents.
*Bulletin No. 68. Strength of I-Beams in Flexure, by Herbert F. Moore. 1913. Twenty
cents.
*Bulletin No. 69. Coal Washing in Illinois, by F. C. Lincoln. 1913. Fifty cents.
Bulletin No. 70. The Mortar-Making Qualities of Illinois Sands, by C. C. Wiley. 1913.
Twenty cents.
*Bulletin No. 71. Tests of Bond between Concrete and Steel, by Duff A. Abrams. 1914.
One dollar.
*Bulletin No. 72. Magnetic and Other Properties of Electrolytic Iron Melted in
Vacuo, by Trygve D. Yensen. 1914. Forty cents.
*Bulletin No. 73. Acoustics of Auditoriums, by F. R. Watson. 1914. Twenty cents.
*Bulletin No. 74. The Tractive Resistance of a 28-Ton Electric Car, by Harold H.Dunn. 1914. Twenty-five cents.
Bulletin No. 75. Thermal Properties of Steam, by G. A. Goodenough. 1914. Thirty-five cents.
*Bulletin No. 76. The Analysis of Coal with Phenol as a Solvent, by S. W. Parr and
H. F. Hadley. 1914. Twenty-five cents.
*Bulletin No. 77. The Effect of Boron upon the Magnetic and Other Properties of
Electrolytic Iron Melted in Vacuo, by Trygve D. Yensen. 1915. Ten cents.
*Bulletin No. 78. A Study of Boiler Losses, by A. P. Kratz. 1915. Thirty-five cents.
*A limited number of copies of those bulletins which are starred are available for free
distribution.
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